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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Butte Slough Drainage Structure 07/17/2019 Sokol
LM Start 0.00 Rating ** N Issue No. 1 Photo 1 of 7 : ST_2019_NA0060_38_1_20190718_00010.jpg
LM End 0.00 Issue Type+ Ma  Location * il =2 2 b ¥ * e
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Photo Documentation 39.197288 ° 39.197288 °
-121.943847 °  -121.943847°
DWR ID DWR_NA0060_38_t_ 2012_1
Action/Comments
View of the Butte Slough Drainage Structure on the landside.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 2 of 7 : ST_2019_NA0060_38_1_2019071
LMEnd  0.00 IssueType+ Ma | Location* B St il AT
b N e Too v
Upclose view of the Butte Slough Drainage Structure on the landside.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 3 of 7 : ST_2019_NA0060_38_1_20190718_00012.jpg

LM End 0.00 Issue Type + Ma Location *

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA Page 1 of 10
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
: 07/17/2019 Maki
Butte Slough Drainage Structure 07/19/2019 Sokol

LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 4 of 7 : ST_2019_NA0060_38_1_20190718_00013.jpg
LM End 0.00 | IssueType+ Ma | Location * B LR \ 4 . ) 8
Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start End

Photo Documentation 39.197288 ° 39.197288 °

Item
o

-121.943847 °  -121.943847

DWR ID DWR_NA0060 38 t_2012 1
Action/Comments

View of the centerline alignment from theAIan_dside, looking at the levee.

B 000 BRI N B L(cony Photo 5 of 7 : ST_2019_NAO060_38_1 20180718 00014.jpg
LM End 0.00 Issue Type+ Ma  Location * : ————

View of the Butte Slough Drainage Struture on the waterside.

LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 6 of 7 : ST_2019_NA0060_38 1 20190718_00015.jpg
LM End 0.00 Issue Type + Ma | Location *

Top view of the outfall flap gate.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA Page 2 of 10
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Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
; 07/17/2019 Maki
Butte Slough Drainage Structure 07/19/2019 Sokol

LMStart ~ 0.00 Rating ** N Issue No. 1 (cont)
LM End 0.00 | IssueType+ Ma | Location*
Category gtr::::‘auergs & Concrete Lined GPS Latitude/Longitude
Start End
Photo Documentation 39.197288 ° 39.197288°

Item
-121.943847/°  -121.943847°

DWR ID DWR_NAO060_38 t_ 2012 1

Action/Comments
LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 Issue Type + Ma Location *
Category gtr::rc]:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
Vegetation & Obstructions 39.197288 ° 39.197288°

Item
-121.943847/°  -121.943847 °

DWR ID DWR_NA0060_38_t_ 2012 2
Action/Comments

Inspector Comments: There is minimal vegetation and debris on the
landside, but it does not impede the flow into the structure. The outfall
is clear of vegetation.

LM Start 0.00 Rating ** A Issue No. 3
LM End 0.00 Issue Type + Ma Location *
Category gtr::?‘tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Shoaling / Sedimentation 39.197288 ° 39.197288°

Item
-121.943847°  -121.943847 °

DWR ID DWR_NAO060_38 t_ 2012 3

Photo 7 of 7 : ST_2019_NA0060_38 1 2019

No Photos

No Photos

Side vieW of the outfall flap gate.

’“ \\\

(_)718_00016.jpg

Action/Comments
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA
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Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Butte Slough Drainage Structure Pl Wakar
LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Erosion / Bank Caving 39.197288 ° 39.197288°
-121.943847/°  -121.943847°
DWR ID DWR_NA0060_38_t _2012_4
Action/Comments
LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Revetments 39.197288 ° 39.197288 °
-121.943847/°  -121.943847 °
DWR ID DWR_NA0060_38 t 2012 5
Action/Comments
Inspector Comments: Cobble is grouted in place around the outfall. It
appears to be in good condition.
LM Start 0.00 Rating ** A Issue No. 6
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Encroachments 39.197288 ° 39.197288 °
-121.943847/°  -121.943847°
DWR ID DWR_NA0060_38 t 2012 6
Action/Comments
Inspector Comments: No encroachments or obstructions were
observed during the inspection.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 4 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Butte Slough Drainage Structure Pl Wakar
LM Start 0.00 Rating ** A Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Culverts: Inlets / Outlets 39.197288 ° 39.197288 °
-121.943847°  -121.943847 °
DWR ID DWR_NA0060_38_t_ 2012_7
Action/Comments
Inspector Comments: No debris observed around the pipe.
LM Start 0.00 Rating ** A Issue No. 8
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem gjéll\(/:irsts: Breaks / Holes / 39.197288 ° 39.197288 °
-121.943847°  -121.943847 °
DWR ID DWR_NA0060_38_t _2012_8
Action/Comments
Inspector Comments: The visible portion of the culvert shows no signs
of breaks, holes or cracking and appears to be in proper working
condition.
LM Start 0.00 Rating ** A Issue No. 9
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Metal Pipes 39.197288 ° 39.197288°
-121.943847°  -121.943847 °
DWR ID DWR_NA0060_38_t _2012_9
Action/Comments
Inspector Comments: The visible portion of the culvert shows no signs
of breaks, holes or cracking and appears to be in proper working
condition.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 5 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Butte Slough Drainage Structure 07/17/2019 Sokol
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Trash Racks 39.197288 ° 39.197288 °

Item
-121.943847/°  -121.943847°

DWR ID DWR_NA0060_38_t_ 2012_10
Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** A Issue No. 11
LM End 0.00 Issue Type + Ma Location *
Category gtrl]r:rc]:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
Flap Gates 39.197288 ° 39.197288 °

Item
-121.943847/°  -121.943847 °

DWR ID DWR_NA0060_38_t _2012_11

Action/Comments
LM Start 0.00 Rating ** N Issue No. 12
LM End 0.00 Issue Type + Ma Location *
Category gtr::?‘tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Sluice/Slide Gates 39.197288 ° 39.197288 °

Item
-121.943847°  -121.943847 °

DWR ID DWR_NA0060_38_t_ 2012_12
Action/Comments
Inspector Comments: This item does not apply to this inspection.

VieW of the flap gate.

No Photos

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Butte Slough Drainage Structure Pl Wakar
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Electric Gate Operators 39.197288 ° 39.197288°
-121.943847°  -121.943847 °
DWR ID DWR_NA0060_38_t_ 2012_13
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Manual Gate Operators 39.197288 ° 39.197288°
-121.943847°  -121.943847 °
DWR ID DWR_NA0060_38_t _2012_14
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 15
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Surfaces 39.197288 ° 39.197288 °
-121.943847°  -121.943847 °
DWR ID DWR_NA0060_38_t _2012_15
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 7 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Butte Slough Drainage Structure Pl Wakar
LM Start 0.00 Rating ** N Issue No. 16
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Concrete Tilting / Settlement 39.197288 ° 39.197288°
-121.943847°  -121.943847 °
DWR ID DWR_NA0060_38_t _2012_16
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 17
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Concrete Foundations 39.197288 ° 39.197288 °
-121.943847°  -121.943847 °
DWR ID DWR_NA0060_38_t _2012_17
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 18
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Security Fencing 39.197288 ° 39.197288°
-121.943847°  -121.943847 °
DWR ID DWR_NA0060_38_t _2012_18
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 8 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Butte Slough Drainage Structure Pl Wakar
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Closure Structures 39.197288 ° 39.197288 °
-121.943847/°  -121.943847°
DWR ID DWR_NA0060_38_t _2012_19
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Trash Rakes 39.197288/° 39.197288/°
-121.943847/°  -121.943847 °
DWR ID DWR_NA0060_38 t 2012 20
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 21
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Other Metallic Items 39.197288 ° 39.197288 °
-121.943847/°  -121.943847°
DWR ID DWR_NA0060_38 t 2013 21
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 9 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt B Inspector
; 07/17/2019 Maki
Butte Slough Drainage Structure 07/19/2019 Sokol

LM Start 0.00 Rating ** N Issue No. 22
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
Monolith Joints 39.197288 ° 39.197288 °

Item
-121.943847°  -121.943847 °

DWR ID DWR_NA0060_38_t_ 2012_22
Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** A Issue No. 23
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
Safety 39.197288 ° 39.197288 °

Item
-121.943847°  -121.943847 °

DWR ID DWR_NA0060_38_t_2012_23
Action/Comments

Inspector Comments: There are no safety issues, the facility is located
well off of any path of travel. Safety hardware is unnecessary, there are
no hazardous conditions that would affect the operation of the facility.

LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Operation & Maintenance 39.197288 ° 39.197288°
Manual -121.043847°  -121.943847 °
DWR ID DWR_NAQ0060_38_t_ 2013_24
Action/Comments

Inspector Comments: O&M is available at the office.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA
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Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure
Butte Slough Outfall Structure

Structure Rating A
Date of Inspection 7/17/2019
DWR Inspector Makar Sokol
Accompanied By Bryan Reniff

Sutter Maintenance Yard
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
07/17/2019 Mak
Butte Slough Outfall Structure 07/19/2019 ol

LM Start 0.00 Rating ** N Issue No. 1 Photo 1 of 8 : ST_2019_NA0060_42_1 20190718_00014.jpg
LM End 0.00 | IssueType+ Ma | Location * PRSIt e T

Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start End
tem Photo Documentation 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t_ 2012 1
Action/Comments
< - SR :@\)_ < %
View of the Butte Slough Outfall Structure from the landside levee crown.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 2 of 8 : ST_2019_NA0060_42_1 20190718 00011.jpg
LM End 0.00 Issue Type + Ma Location * --“4
gl 2 T e Y
Another view of the Butte Slough Outfall Structure.
LMStat  0.00 Rating ** N | Issue No. 1 (cont) Photo 3 of 8 : ST_2019_NA0060_42_1_20190718_00013.jpg
LM End 0.00 Issue Type + Ma Location * W Ve 8 : :
= 2 F \\
- ‘ £ Y I (P \\\\ N
View of the platform and mechanical gate operation mechanism.
* Location ** Rating + Issue Type

LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
07/17/2019 Makar
Butte Slough Outfall Structure 07/17/2019 Sokol

LM Start 0.00 ‘ Rating ** N Issue No. 1 (cont) Photo 4 of 8 : ST_2019_NA0060_42_1 20190718_00012.jpg

LM End 0.00 ‘ Issue Type + Ma Location * = v‘ , & =

Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start ‘ End
tem Photo Documentation 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t_ 2012 1
Action/Comments
View of the valve operator with rust on the gears.
CIMstart 000 | Rating* N | lssueNo. 1 (cont) Photo 5 of 8 : ST_2019_NA0060_42_1_20190718_00015.jpg
‘ LM End 0.00 ‘ Issue Type + Ma ‘ Location * ei
LMStat 000 | Rating™ N [lssieNo. 1 (cont)
‘ LM End 0.00 ‘ Issue Type +  Ma ‘ Location *
- o G
o E &
View of the Butte Slough Outfall Structure headwall on the waterside of
the levee.

* Location ** Rating + Issue Type

LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26
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Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
07/17/2019 Mak
Butte Slough Outfall Structure 071171201 ol

LMStart ~ 0.00 Rating ** N Issue No. 1 (cont)
LM End ' 0.00 Issue Type + Ma Location *
STy g::ﬁtrilzs & Concrete Lined GPS Latitude/Longitude
Start End
tem Photo Documentation 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t_2012_1
Action/Comments
LMStart  0.00 Rating ** N IssueNo. 1 (cont)
LM End 0.00 Issue Type + Ma Location *
LM Start 0.00 Rating ** M Issue No. 2
LM End 0.00 Issue Type + Ma | Location *
Category gg:ﬁtr]uerltess & Concrete Lined GPS Latitude/Longitude
Start End
tem Vegetation & Obstructions 39.194972° 39.194972°
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t _2012_2
Action/Comments

Inspector Comments: Some logs jammed near the slide gates which

may impact proper operation of the structure.

Photo 7 of 8 : ST_2019_NA0060_42_1_20190718_00016.jpg

o 071720198

B e A

View of the right side of the structure's headwall.
20190718_00017.jpg

e 5

Photo 8 of 8 : ST_2019_NA0060_42

o 53 - R
View of the left side of the structure's headwall.

Photo 1 of 1: ST_2019_NA0060_42_2_20190718_00020.jpg

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA

Page 3 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
07/17/2019 Makar
Butte Slough Outfall Structure 07/17/2019 Sokol
LM Start 0.00 Rating ** A Issue No. 3
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Shoaling / Sedimentation 39.194972 ° 39.194972°
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t _2012_3
Action/Comments
Inspector Comments: No shoaling or sedimentation is visible.
LM Start 0.00 Rating ** M Issue No. 4 Photo 1 of 2 : ST_2019_NA0060_42_4 20190718_00021.jpg
LM End 0.00 | IssueType+ Ma | Location * s : o 2 |
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Erosion / Bank Caving 39.194972 ° 39.194972°
-121.936088°  -121.936088 °
DWR ID DWR_NAQ0060_42_t _2012_4
Action/Comments
Inspector Comments: The active erosion at the outlet's headwall is
progressing from year to year. The erosion needs to be addressed.
< e,
View of the active erosion around the rightside of the headwall.
LM Start 0.00 Rating ** M Issue No. 4 (cont) Photo 2 of 2 : ST_2019_NA0060_42_4 20190718_00022.jpg
LM End 0.00 | IssueType+ Ma | Location * : SR P / :
View of the active erosion around the leftside of the headwall.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 4 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Butte Slough Outfall Structure e Wakar
LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Revetments 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NAQ0060_42_t_2012_5
Action/Comments
Inspector Comments: Exisiting cobble on landside appears to be in
good condition and is clearly visible.
LM Start 0.00 Rating ** A Issue No. 6
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Encroachments 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t _2012_6
Action/Comments
Inspector Comments: No encroachments or obstructions are visible.
LM Start 0.00 Rating ** A Issue No. 7
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Culverts: Inlets / Outlets 39.194972 ° 39.194972 °
-121.936088/° -121.936088 °
DWR ID DWR_NAQ0060_42_t_2012_7
Action/Comments
Inspector Comments: There does not appear to be sediment, debris or
vegetation blocking the inlets or outlets.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 5 of 11



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Butte Slough Outfall Structure e Wakar
LM Start 0.00 Rating ** N Issue No. 8
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem g:;;\(/:ekrsts: Breaks / Holes / 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NAQ0060_42_t_ 2012_8
Action/Comments
Inspector Comments: Culverts were submerged at the time of this
inspection.
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Metal Pipes 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t _2012_9
Action/Comments
Inspector Comments: Pipes were fully submerged at the time of the
inspection.
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Trash Racks 39.194972 ° 39.194972 °
-121.936088/° -121.936088 °
DWR ID DWR_NA0060_42_t _2012_10
Action/Comments
Inspector Comments: No trash racks on this structure.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 6 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Butte Slough Outfall Structure e Wakar
LM Start 0.00 Rating ** N Issue No. 11
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Flap Gates 39.194972° 39.194972°
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t_2012_11
Action/Comments
Inspector Comments: Flap gates were fully submereged at the time of
this inspection.
LM Start 0.00 Rating ** A Issue No. 12
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Sluice/Slide Gates 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t _2012_12
Action/Comments
Inspector Comments: Gates appear to be operating normally, however,
a few logs were observed near slide gates at the time of inspection.
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Electric Gate Operators 39.194972 ° 39.194972°
-121.936088/° -121.936088 °
DWR ID DWR_NA0060_42_t _2012_13
Action/Comments
Inspector Comments: No electric gate operators at this facility.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 7 of 11



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Butte Slough Outfall Structure e Wakar
LM Start 0.00 Rating ** A Issue No. 14
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Manual Gate Operators 39.194972 ° 39.194972°
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t_ 2012_14
Action/Comments
Inspector Comments: Manual gate operators appear to be in good
working condition, however, some lubrication may need to be applied to
ensure proper operation of the mechanism.
LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Surfaces 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t _2012_15
Action/Comments
Inspector Comments: Concrete appears to be in good shape, no visible
spalling, cracking or scaling.
LM Start 0.00 Rating ** A Issue No. 16
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Tilting / Settlement 39.194972 ° 39.194972°
-121.936088/° -121.936088 °
DWR ID DWR_NA0060_42_t _2012_16
Action/Comments
Inspector Comments: No evidence of tilting, sliding or settlement is
present.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 8 of 11



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure

Structure Length 'gfgﬁfé‘;’g Inspector
Butte Slough Outfall Structure e Wakar
LM Start 0.00 Rating ** A Issue No. 17
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Foundations 39.194972 ° 39.194972 °
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t_ 2012_17
Action/Comments
Inspector Comments: The active erosion noted in issue No. 4 should be
addressed.
LM Start 0.00 Rating ** N Issue No. 18
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Security Fencing 39.194972 ° 39.194972°
-121.936088°  -121.936088 °
DWR ID DWR_NA0060_42_t_2012_18
Action/Comments
Inspector Comments: There is a security gate on the road, but no
security fencing to inspect.
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Closure Structures 39.194972 ° 39.194972 °
-121.936088/° -121.936088 °
DWR ID DWR_NA0060_42_t _2012_19
Action/Comments
Inspector Comments: There is no separate closure structure aside from
the manually operated sluice gates on the waterside of the structure.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 9 of 11



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt B Inspector
07/17/2019 Mak
Butte Slough Outfall Structure 07/17/2019 Sokol

LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
Trash Rakes 39.194972 ° 39.194972 °

Item
-121.936088°  -121.936088 °

DWR ID DWR_NA0060_42_t_ 2012_20
Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** M Issue No. 21
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
Other Metallic Items 39.194972 ° 39.194972 °

Item
-121.936088°  -121.936088 °

DWR ID DWR_NA0060_42_t_2012_21
Action/Comments

Inspector Comments: Corrosion on metal support structure at waterline
may need repair as it appears to be significant in some portions of the

angle iron members. Metal railings and catwalks are showing signs of

rust. Metal items should be painted or coated to prevent corrosion.

LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Monolith Joints 39.194972 ° 39.194972 °

Item
-121.936088 °  -121.936088°

DWR ID DWR_NAQ0060_42_t_ 2012_22
Action/Comments
Inspector Comments: Joints appear to be in good condition.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt B Inspector
07/17/2019 Mak
Butte Slough Outfall Structure 07/17/2019 Sokol

LM Start 0.00 Rating ** A Issue No. 23
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtr::;:];uergs & Concrete Lined GPS Latitude/Longitude
Start End
Safety 39.194972 ° 39.194972 °

Item
-121.936088°  -121.936088 °

DWR ID DWR_NA0060_42_t_ 2012_23
Action/Comments
Inspector Comments: Railing is in place at manual sluice gate controls.

LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:;:];uergs & Concrete Lined GPS Latitude/Longitude
Start End
Operation & Maintenance 39.194972 ° 39.194972°

ltem
Manual -121.936088°  -121.936088 °

DWR ID DWR_NA0060_42_t_ 2013 24
Action/Comments
Inspector Comments: O&M is available at the office.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure
Colusa Weir

Structure Rating A

Date of Inspection 7/17/2019
DWR Inspector Makar Sokol

Accompanied By Bryan Reniff
DWR Sutter Yard
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Colusa Weir 07/17/2019 Sokol
LM Start 0.00 Rating ** N Issue No. 1 Photo 1 of 9: ST_2019 _NA0060_55_ 1 20190718_00018.jpg
LM End 0.00 Issue Type+ Ma  Location *
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Photo Documentation 39.232135° 39.232135/°

Item
°

-121.996253 °  -121.996253

DWR ID DWR_NA0060_55_t_ 2012 1
Action/Comments

View of the weir from the right bank looking upstream.

LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 2 of 9: ST_2019 NA0060_55_1 20190718_00019.jpg
LM End 0.00 Issue Type + Ma  Location *

LM Start 0.00 Rating ** N Issue No. 1 (cont)
LM End 0.00 Issue Type + Ma Location *

View of the weir fro the left bank looking upstream.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA Page 1 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Colusa Weir 07/17/2019 Sokol
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 4 of 9: ST_2019_NA0060_55_1 20190718_00021.jpg
LM End 0.00 Issue Type + Ma Location * e —
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Photo Documentation 39.232135° 39.232135°
-121.996253°  -121.996253°
DWR ID DWR_NA0060_55_t _2012_1
Action/Comments
3 B i 3 I A 552
View of the weir from the left bank looking downstream.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 5 of 9: ST_2019_NA0060_55_1 20190718 _00013.jpg

LM End 0.00 Issue Type + Ma | Location *

LM Start 0.00 Rating ** N Issue No. 1 (cont)
LM End 0.00 Issue Type + Ma Location *

ey

D e e i 7 2.

View of the wélir;s right bénk 'abut-ment.
Photo 6 of 9 : ST_2019_NA0060_55_1_20190718_00016.jpg

View of the weir's left bank abutment. ‘

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Colusa Weir 07/17/2019 Sokol
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 7 of 9: ST_2019_NA0060_55_1_20190718_00012.jpg
LM End 0.00 | IssueType+ Ma | Location*
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Photo Documentation 39.232135° 39.232135°

Item

-121.996253°  -121.996253 °

DWR ID DWR_NA0060 55 t_ 2012 1
Action/Comments

LM Start ~ 0.00 Rating ** N Issue No. 1 (cont)

LM End 0.00 Issue Type + Ma Location *

LM Start 0.00 Rating ** N Issue No. 1 (cont)

LM End 0.00 Issue Type + Ma Location *

et

Typ'i‘i:al view of the weir.

Photo 8 of 9 : ST_2019_NA0060_55_1_20190718_00014.jpg

Typical upstream view from the weir.
Photo 9 of 9 : ST_2019_NA0060_55_1_20190718_00015.jpg

Typicél downstream view from the weir.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Colusa Weir 07/17/2019 Sokol
LM Start 0.00 Rating ** M Issue No. 2 Photo 1 of 2 : ST_2019_NA0060_55_2_20190718_00022.jpg
LM End 0.00 Issue Type + Ma Location *
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Vegetation & Obstructions 39.232135° 39.232135°

Item
-121.996253|°  -121.996253 °

DWR ID DWR_NA0060 55 t_ 2012 2
Action/Comments

Inspector Comments: Scattered debris, sediment, and obstructions
should be removed. The flow is minimally impeded.

" A

f ,Y-'.‘
View of the typical vegetation foun

LM Start 0.00 Rating ** M Issue No. 2 (cont) Photo 2 of 2 : ST_2019 NA0060_55_2 20190718_00023.jpg
LM End 0.00 Issue Type + Ma | Location *

d on the downstream side of the weir.

View of a large tree in the weir.

LM Start 0.00 Rating ** M Issue No. 3 Photo 1 of 1 : ST_2019_NA0060_55_3_20190718_00024.jpg
LM End 0.00 Issue Type + Ma Location *
Category gtrl]r:?‘tnuerle;s & Concrete Lined GPS Latitude/Longitude
Start End
Shoaling / Sedimentation 39.232135° 39.232135°

Item
-121.996253°  -121.996253 °

DWR ID DWR_NA0060 55 t 2012 3
Action/Comments

Inspector Comments: Sedimentation is present. Most of the
sedimentation buildup is within the right half of the weir.

B S
R : Uil oz ar o,
PR Y R 1 STV N
View of the sediment buildup.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA Page 4 of 11



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Colusa Weir 07/17/2019 Sokol
LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Erosion / Bank Caving 39.232135° 39.232135°
-121.996253°  -121.996253 °
DWR ID DWR_NA0060_55_t _2012_4
Action/Comments
LM Start 0.00 Rating ** A Issue No. 5 Photo 1 of 1 : ST_2019_NA0060_55_5_20190718_00025.jpg
LM End 0.00 | IssueType+ Ma | Location * } A \ 1 ; of
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Revetments 39.232135° 39.232135°
-121.996253°  -121.996253 °
DWR ID DWR_NAQ0060_55_t _2012_5
Action/Comments

Inspector Comments: The riprap is present. Vegetation within the
ripraped area should be cleared.

View of the riprap on the downstream side of the weir.

LM Start
LM End

Item

'Structures & Concrete Lined
Category  -hannels

0.00 Issue No.

0.00

Rating ** A

Issue Type + Ma  Location * No Photos

GPS Latitude/Longitude

Start End
Encroachments 39.232135° 39.232135°
-121.996253/°  -121.996253°

DWR ID DWR_NAO060_55 t 2012 6

Action/Comments
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side

CR: Crown

M : Minimally Acceptable
U : Unacceptable

C: Corrected
AIW : Acceptable but Monitor & Maintain

Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA Page 5 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Colusa werr . |
LM Start 0.00 Rating ** N Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Culverts: Inlets / Outlets 39.232135° 39.232135°
-121.996253|°  -121.996253 °
DWR ID DWR_NA0060_55_t _2012_7
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 8
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem gjéll\(/:irsts: Breaks / Holes / 39.232135: 39.232135:
-121.996253 -121.996253
DWR ID DWR_NA0060 55 t 2012 8
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Metal Pipes 39.232135° 39.232135°
-121.996253/°  -121.996253 °
DWR ID DWR_NA0060 55 t 2012 9
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 6 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Colusa werr . |
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltem Trash Racks 39.232135° 39.232135/°
-121.996253|°  -121.996253 °
DWR ID DWR_NA0060_55_t _2012_10
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 11
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Flap Gates 39.232135° 39.232135/°
-121.996253/°  -121.996253 °
DWR ID DWR_NA0060_55 t 2012 11
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 12
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Sluice/Slide Gates 39.232135° 39.232135°
-121.996253/°  -121.996253 °
DWR ID DWR_NA0060 55 t 2012 12
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 7 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Colusa werr . |
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Electric Gate Operators 39.232135° 39.232135°
-121.996253|°  -121.996253 °
DWR ID DWR_NA0060_55_t _2012_13
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Manual Gate Operators 39.232135° 39.232135°
-121.996253/°  -121.996253 °
DWR ID DWR_NA0060_55 t 2012 14
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Surfaces 39.232135° 39.232135°
-121.996253/°  -121.996253 °
DWR ID DWR_NA0060 55 t 2012 15
Action/Comments
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 8 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

. 07/17/2019 Makar
Colusa Weir 07/17/2019 Sokol
No Photos
Structures & Concrete Lined
Channels
Concrete Tilting / Settlement 39.232135 39.232135
-121.996253 -121.996253
DWR_NA0060_55_t_ 2012_16
No Photos
Structures & Concrete Lined
Channels
Concrete Foundations 39.232135 39.232135
-121.996253 °  -121.996253 °
DWR_NA0060_55_t_ 2012_17
No Photos
Structures & Concrete Lined
Channels
Security Fencing 39.232135 39.232135
-121.996253 -121.996253
DWR_NA0060_55_t_ 2012_18

Monday, August 26, 2019 14:26 FINAL DATA Page 9 of 11



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Colusa werr . |
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Closure Structures 39.232135° 39.232135°
-121.996253|°  -121.996253 °
DWR ID DWR_NA0060_55_t _2012_19
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Trash Rakes 39.232135° 39.232135/°
-121.996253/°  -121.996253 °
DWR ID DWR_NA0060_55 t 2012 20
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Other Metallic Items 39.232135° 39.232135°
-121.996253/°  -121.996253 °
DWR ID DWR_NA0060_55 t 2013 24
Action/Comments
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA

Page 10 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Structure Inspection Inspector
Length Start/End P
. 07/17/2019 Makar
Colusa Weir 07/17/2019 Sokol
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location * No Photos
o Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End
tem Monolith Joints 39.232135° 39.232135/°
-121.996253|°  -121.996253 °
DWR ID DWR_NA0060_55 t 2012 22
Action/Comments
LM Start 0.00 Rating ** A Issue No. 23
LM End 0.00 Issue Type + Ma Location * No Photos
- Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End
tem Safety 39.232135° 39.232135/°
-121.996253/°  -121.996253 °
DWR ID DWR_NA0060_55_t 2012 23
Action/Comments
Inspector Comments: Adequate protection for fall hazards exist. No
hazardous conditions that might affect the operation of the structure.
LM Start 0.00 Rating ** A Issue No. 21
LM End 0.00 | IssueType+ Ma | Location* No Photos

Structures & Concrete Lined GPS Latitude/Longitude

Category
Channels Start End
" Operation & Maintenance 39.232135° 39.232135°
em
Manual -121.996253°  -121.996253 °

DWR ID DWR_NA0060 55 t_2014_21
Action/Comments

Inspector Comments: Sutter Maintenance Yard has a copy of the O&M
manual on file. There is not a spot on site to house the O&M manual.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA

Page 11 of 11




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure
Goose Lake Overflow Structure

Structure Rating A
Date of Inspection 7/25/2019
DWR Inspector Makar Sokol

Accompanied By

Monday, August 26, 2019 14:26



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
07/25/2019 Mak
Goose Lake Overflow Structure 07/25/201 ol

LM Start 0.00 Rating ** N Issue No. 1
LM End ' 0.00 Issue Type + Ma Location * CR
Category gt;:ﬁtr]u‘arfess & Concrete Lined GPS Latitude/Longitude
Start End
Photo Documentation 39.569248 ° 39.569248 °

Item
°

-121.982569 °  -121.982569

DWR ID DWR_NA0060_225_t _2013_1
Action/Comments
Inspector Comments: Google Earth Satellite view of the structure.

Photo 1 of 2 : ST_2019_NA0060_225_1_20190521_00001.jpg

»

The structure location is highlighted and is shown in relation to the
Sacramento River.

LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 2 of 2 : ST_2019_NAO0060_225_1 20190726_00006.jpg

LM End 0.00 Issue Type+ Ma  Location * CR

Typical view of the structure.

LM Start 0.00 Rating ** M Issue No. 2 Photo 1 of 2
LM End 0.00 Issue Type + Ma Location * LS
Category gtrl]r:::]tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Vegetation & Obstructions 39.569247 ° 39.569247°

Item
o

-121.982569 °  -121.982569

DWR ID DWR_NA0060_225 t_ 2013 2
Action/Comments

Inspector Comments: Spray the vegetation for approximately 20 feet on
both sides of the weir.

o7

View of th vegetation on the upstream of the weir.

: ST_2019_NA0060_225 2_20190726_00007.jpg

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 1 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
07/25/2019 Mak
Goose Lake Overflow Structure 07/25/2019 ol

LM Start 0.00 Rating ** M Issue No. 2 (cont) Photo 2 of 2: ST_2019_NAO0060_225 2 20190726_00009.jpg
LMEnd  0.00 IssueType+ Ma | Location * LS ’
Category g::ﬁtr]u‘args & Concrete Lined GPS Latitude/Longitude
Start End
tem Vegetation & Obstructions 39.569247 ° 39.569247°
-121.982569°  -121.982569 °
DWR ID DWR_NA0060_225_t_ 2013 2
Action/Comments
Inspector Comments: Spray the vegetation for approximately 20 feet on
both sides of the weir.
View of the vegetation on the downstream of the weir.
LM Start 0.00 Rating ** A Issue No. 3
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gthr:::‘tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Shoaling / Sedimentation 39.569248 ° 39.569248°
-121.982569 °  -121.982569°
DWR ID DWR_NAQ0060_225_t_ 2013 3
Action/Comments
LM Start 0.00 Rating ** A Issue No. 4
LMEnd  0.00 | IssueType+ Ma  Location* LS No Photos
Category gtt::ﬁtnuergs & Concrete Lined | GPS Latitude/Longitude
Start End
o Erosion / Bank Caving 30.569248°  30.569248 °
-121.982569°  -121.982569 °
DWR ID DWR_NAQ0060_225 t_ 2013 4
Action/Comments
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA

Page 2 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
07/25/2019 Mak
Goose Lake Overflow Structure 07/25/2019 ol

LM Start 0.00 Rating ** A Issue No. 5 Photo 1 of 1: ST_2019_NA0060_225_5_20190521_00004.jpg
LMEnd  0.00 IssueType+ Ma | Location * LS o
Category g::ﬁtr]u‘args & Concrete Lined GPS Latitude/Longitude
Start End
tem Revetments 39.569248|° 39.569248 °
-121.982569 °  -121.982569 °
DWR ID DWR_NA0060_225_t _ 2013_5
Action/Comments
View of the exisitin revemenst on te downstram of the eir.
LM Start 0.00 Rating ** A Issue No. 6
LM End 0.00 | IssueType+ Ma | Location * LS No Photos
Category gthr:::‘tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Encroachments 39.569248|° 39.569248 °
-121.982569 °  -121.982569 °
DWR ID DWR_NA0060_225_t _2013_6
Action/Comments
LM Start 0.00 Rating ** N Issue No. 7
LMEnd  0.00 | IssueType+ Ma  Location* LS No Photos
Category gtt::ﬁtnuergs & Concrete Lined | GPS Latitude/Longitude
Start End
tem Culverts: Inlets / Outlets 39.569248 ° 39.569248 °
-121.982569 °  -121.982569 °

DWR ID DWR_NA0060_225 t_ 2013 7

Action/Comments
Inspector Comments: This item does not apply to this inspection.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA

Page 3 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Goose Lake Overflow Structure P Wakar
LM Start 0.00 Rating ** N Issue No. 8
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem g:;;\(/:ekrsts: Breaks / Holes / 39.569248 ° 39.569248 °
-121.982569/° -121.982569 °
DWR ID DWR_NA0060_225_t_ 2013 8
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Metal Pipes 39.569248|° 39.569248|°
-121.982569/°  -121.982569 °
DWR ID DWR_NA0060_225 t 2013 9
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 | IssueType+ Ma | Location* LS No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Trash Racks 39.569248 ° 39.569248 °
-121.982569/°  -121.982569 °
DWR ID DWR_NA0060_225 t 2013 10
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 4 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Goose Lake Overflow Structure P Wakar
LM Start 0.00 Rating ** N Issue No. 11
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltem Flap Gates 39.569248|° 39.569248|°
-121.982569/° -121.982569 °
DWR ID DWR_NA0060_225_t _2013_11
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 12
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Sluice/Slide Gates 39.569248 ° 39.569248 °
-121.982569/°  -121.982569 °
DWR ID DWR_NA0060_225 t 2013 12
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 | IssueType+ Ma | Location* LS No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Electric Gate Operators 39.569248 ° 39.569248°
-121.982569/°  -121.982569 °
DWR ID DWR_NA0060_ 225 t 2013 13
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 5 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

07/25/2019 Makar
Goose Lake Overflow Structure 07/25/2019 Sokol

No Photos

Structures & Concrete Lined
Channels

Manual Gate Operators 39.569248 39.569248
-121.982569 °  -121.982569

DWR_NA0060_225 t _2013_14

Inspector Comments: This item does not apply to this inspection.

Structures & Concrete Lined
Channels

Concrete Surfaces 39.569248 39.569248
-121.982569/°  -121.982569 °

DWR_NAO060_225 t 2013 15

Inspector Comments: Damaged portions of the concrete surfaces
should be repaired.

View of the damaged concrete surface.

No Photos

Structures & Concrete Lined
Channels

Concrete Tilting / Settlement 39.569248 39.569248

-121.982569 -121.982569

DWR_NAO060_225 t 2013 16

Monday, August 26, 2019 14:26 FINAL DATA Page 6 of 9



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Goose Lake Overflow Structure P Wakar
LM Start 0.00 Rating ** A Issue No. 17
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Concrete Foundations 39.569248 ° 39.569248 °
-121.982569/° -121.982569 °
DWR ID DWR_NA0060_225_t _2013_17
Action/Comments
LM Start 0.00 Rating ** N Issue No. 18
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Security Fencing 39.569248 ° 39.569248°
-121.982569/°  -121.982569 °
DWR ID DWR_NA0060_225 t 2013 18
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 | IssueType+ Ma | Location* LS No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Closure Structures 39.569248 ° 39.569248 °
-121.982569/°  -121.982569 °
DWR ID DWR_NA0060_225 t 2013 19
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 7 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Goose Lake Overflow Structure P Wakar
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltem Trash Rakes 39.569248|° 39.569248|°
-121.982569/° -121.982569 °
DWR ID DWR_NA0060_225_t _2013_20
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 21
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Other Metallic Items 39.569248 ° 39.569248 °
-121.982569/°  -121.982569 °
DWR ID DWR_NA0060_225 t 2013 21
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 22
LM End 0.00 | IssueType+ Ma | Location* LS No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Monolith Joints 39.569248 ° 39.569248 °
-121.982569/°  -121.982569 °
DWR ID DWR_NA0060_225 t 2013 22
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 8 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Structure
Length

Inspection
Start/End

Inspector

Goose Lake Overflow Structure

LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtr::;:];uergs & Concrete Lined GPS Latitude/Longitude
Start End
Safety 39.569248 ° 39.569248 °
-121.982569°  -121.982569 °

Item

DWR ID DWR_NA0060_225 t 2013 24
Action/Comments

Inspector Comments: There are no safety features built in or necessary
at this structure.

LM Start 0.00 Rating ** A Issue No. 23
LM End 0.00 Issue Type + Ma Location * LS No Photos
Category gtrl]’:;:];uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Operation & Maintenance 39.569248 ° 39.569248°
Manual -121.982569°  -121.982569 °
DWR ID DWR_NAQ0060_225_t_ 2013_23
Action/Comments

Inspector Comments: There is not an O+M manual for this structure.

07/25/2019
07/25/2019

Makar
Sokol

* Location ** Rating + Issue Type

LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA

Page 9 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure

Highland Canal Diversion Weir And Drainage Structure

Structure Rating A
Date of Inspection 6/25/2019
DWR Inspector Zach Jojola
Accompanied By Makar Sokol
DWR

Monday, August 26, 2019 14:26



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NAO0060
Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. . . . . 06/25/2019 Zach

Highland Canal Diversion Weir And Drainage Structure 06/25/2019 Joiola
LMStat  0.00  Rating* N lssue No. 1 Photo 1 of 1 : ST_2019_NA0060_7_1 20190627 _00007.jpg
LMEnd  0.00 | IssueType+ Ma  Location* B i . F i %
o— Structures & Concrete Lined GPS Latitude/Longitude 2. 3

Channels Start End

it Photo Documentation 39.126317/° 39.126317/°
em

-122.882733° -122.882733°
DWR ID DWR_NA0009_7 t_2012_1

Action/Comments

Inspector Comments: Highland Canal Diversion Weir works as a control
point that diverts water through a culvert during high water season.

‘ e o 208 25-2019
View of the weir. Summer 2019.
LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtr::rc]zuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Vegetation & Obstructions 39.126317 ° 39.126317°
-122.882733|° -122.882733°
DWR ID DWR_NA0009_7_t_2012_2
Action/Comments
Inspector Comments: There is some minor vegetation that will not
impede the flow of water through the culvert or over the weir structure.
LM Start 0.00 Rating ** A Issue No. 3
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrll’;?‘tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
- Shoaling / Sedimentation 39.126317 ° 39.126317°
-122.882733|° -122.882733°
DWR ID DWR_NA0009 7 t 2012 3
Action/Comments
Inspector Comments: No shoaling or sedimentation was present.
* Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C : Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26

FINAL DATA Page 10f 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Highland Canal Diversion Weir And Drainage Structure 82;;2%813 JZO?EE
LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Erosion / Bank Caving 39.126317 ° 39.126317°
-122.882733° -122.882733°
DWR ID DWR_NA0009_7_t_2012_4
Action/Comments
Inspector Comments: No active erosion or active bank caving was
observed around the structure.
LM Start 0.00 Rating ** N Issue No. 5
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Revetments 39.126317 ° 39.126317 °
-122.882733°  -122.882733°
DWR ID DWR_NAQ060_7_t_2018_5
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** A Issue No. 6
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Encroachments 39.126317 ° 39.126317 °
-122.882733|° -122.882733°
DWR ID DWR_NAQ009_7_t_2012_6
Action/Comments
Inspector Comments: No debris was found at the structure.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 2 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . . . . 06/25/2019 Zach
Highland Canal Diversion Weir And Drainage Structure 06/25/2019 Jojola

0.00 Rating **

LM Start

M Issue No. 7

0.00 | Issue Type +

LM End

Structures & Concrete Lined

Category  -hannels

Culverts: Inlets / Outlets
Item

DWR ID DWR_NA0009 7_t_ 2012 7
Action/Comments

Inspector Comments: There is some debris in the culvert. The Sutter
Yard confirmed they will remove it when the water levels decrease.

Ma Location *
GPS Latitude/Longitude

Start End
39.126317 ° 39.126317 °
-122.882733° -122.882733°

.

‘ View f the inlets. Sumer 2019.

LM Start 0.00 Rating ** M Issue No. 7 (cont) Photo 2 of 2 : ST_2019_NA0060_7_7_20190627_00010.jpg
LM End 0.00 Issue Type+ Ma  Location * R ] e ra
\/lew of the outlets. Summer 2019.
LM Start 0.00 Rating ** A Issue No. 8
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtr:uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem gulverts: Breaks / Holes / 39.126317 ° 39.126317°
racks -122.882733° -122.882733 °
DWR ID DWR_NA0009 7_t_ 2012 8
Action/Comments

Inspector Comments: There were no visible breaks, holes, or cracks

detected in the culvert.

* Location
LS: Land Side
WS : Water Side
CR: Crown

** Rating

A: Acceptable
M : Minimally Acceptable
U : Unacceptable

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

N : Not Inspected/Rated
C: Corrected
AIW : Acceptable but Monitor & Maintain

Monday, August 26, 2019 14:26

FINAL DATA

Page 3 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Structure
Length

Inspection
Start/End

Inspector

Highland Canal Diversion Weir And Drainage Structure

LM Start 0.00 Rating ** A Issue No. 9
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
Metal Pipes 39.126317 ° 39.126317 °
-122.882733° -122.882733°

Item

DWR ID DWR_NA0009_7_t_2012_9
Action/Comments
Inspector Comments: The outlet pipes appeared to be in good condition.

LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
Trash Racks 39.126317 ° 39.126317 °
-122.882733°  -122.882733°

Item

DWR ID DWR_NA0009_7_t _2012_10

Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** M Issue No. 11
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Flap Gates 39.126317 ° 39.126317°
-122.882733)°  -122.882733°

Item

DWR ID DWR_NAO009_7_t_2012_11

Action/Comments

Inspector Comments: Some debris is preventing the flap gate from
closing. The Sutter Yard confirmed they will clear out the debris once
the water levels decrease.

06/25/2019
06/25/2019

Zach
Jojola

* Location ** Rating + Issue Type

LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA

Page 4 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Highland Canal Diversion Weir And Drainage Structure 82;;2%813 JZO?EE
LM Start 0.00 Rating ** N Issue No. 12
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Sluice/Slide Gates 39.126317 ° 39.126317 °
-122.882733° -122.882733°
DWR ID DWR_NAQ0009_7_t_2012_12
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Electric Gate Operators 39.126317 ° 39.126317°
-122.882733°  -122.882733°
DWR ID DWR_NA0009_7_t_2012_13
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Manual Gate Operators 39.126317 ° 39.126317°
-122.882733|° -122.882733°
DWR ID DWR_NAQ0009_7_t_2012_14
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 5 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. . . . . 06/25/2019 Zach
Highland Canal Diversion Weir And Drainage Structure 06/25/2019 Joiola

LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 Issue Type + Ma Location *
Category gtr::::‘:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
Concrete Surfaces 39.126317 ° 39.126317 °

Item
-122.882733/° -122.882733°

DWR ID DWR_NA0009 7 t_ 2012 15
Action/Comments

Inspector Comments: There was some minor cracking and scaling on
the concrete structure do to its age, but this does not appear to threaten
its structural integrity.

LM Start 0.00 Rating ** A Issue No. 15 (cont)
LM End 0.00 Issue Type + Ma Location *

LM Start 0.00 Rating ** A Issue No. 15 (cont)
LM End 0.00 Issue Type + Ma | Location *

5

View of the cbncrete weir structure. Summer 2019.
060_7_15_20190701_00012.jpg

Photo 2 of 4 : ST_2
o

oy

NAO

019

weir stilling basin. Summer 201.
Photo 3 of 4 : ST_2019_NAO0060_7_15_20190701_000

X
¢ A
;

Photo 1 of 4 ;: ST_2019_NA0060_7_15_20190701_00011.jpg

13.pg

View of the weir structure facing towards the downstream relief channel.

Summer 2019.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA

Page 6 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . . . . 06/25/2019 Zach
Highland Canal Diversion Weir And Drainage Structure 06/25/2019 Joiola

LMStart ~ 0.00 Rating ** A Issue No. 15 (cont)
LM End 0.00 | IssueType+ Ma | Location*
Category gtr::::‘auergs & Concrete Lined GPS Latitude/Longitude
Start End
Concrete Surfaces 39.126317 ° 39.126317

Item

-122.882733°  -122.882733

DWR ID DWR_NA0009 7 t_ 2012 15
Action/Comments

Inspector Comments: There was some minor cracking and scaling on
the concrete structure do to its age, but this does not appear to threaten
its structural integrity.

LM Start 0.00 Rating ** A Issue No. 16
LM End 0.00 Issue Type + Ma Location *
Category gtr::rc‘:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
Concrete Tilting / Settlement 39.126317 ° 39.126317

Item

-122.882733°  -122.882733

DWRID DWR_NA0009_7_t_2012_16

Action/Comments

o

o

o~

% \ a L  ~
View of the structure facing towards the inlets. Summer 2019.

No Photos

o

o

Inspector Comments: There are no visible areas of tilting or settlement.

LM Start 0.00 Rating ** A Issue No. 17
LM End 0.00 Issue Type + Ma Location *
Category gtt::gtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Concrete Foundations 39.126317 ° 39.126317

Item

-122.882733°  -122.882733

DWR ID DWR_NA0009 7 t_ 2012 17
Action/Comments

Inspector Comments: No scouring or erosion was found near the
structure.

No Photos

o

o

0701_00014.jpg

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monit

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
or & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA

Page 7 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Highland Canal Diversion Weir And Drainage Structure 82;;2%813 JZO?EE
LM Start 0.00 Rating ** N Issue No. 18
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Security Fencing 39.126317 ° 39.126317°
-122.882733° -122.882733°
DWR ID DWR_NAQ0009_7_t_2012_18
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Closure Structures 39.126317 ° 39.126317 °
-122.882733°  -122.882733°
DWR ID DWR_NA0009_7_t_2012_19
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Trash Rakes 39.126317 ° 39.126317 °
-122.882733|° -122.882733°
DWR ID DWR_NAQ0009_7_t_2012_20
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 8 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Highland Canal Diversion Weir And Drainage Structure 82;;2%813 JZO?EE
LM Start 0.00 Rating ** N Issue No. 21
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Other Metallic Items 39.126317 ° 39.126317 °
-122.882733° -122.882733°
DWR ID DWR_NA0009_7_t_2012_21
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Monolith Joints 39.126317 ° 39.126317 °
-122.882733°  -122.882733°
DWR ID DWR_NAQ0060_7_t_2014_22
Action/Comments
Inspector Comments: The monolith joints material were in good
condition.
LM Start 0.00 Rating ** A Issue No. 23
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
o Safety 39.126317/° 39.126317/°
-122.882733|° -122.882733°
DWR ID DWR_NAQ0009_7_t_2012_23
Action/Comments
Inspector Comments: There were no safety hazards around the
structure.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 9 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
I r In r
SUETIC Length Start/End specto
. . . . . 06/25/2019 Zach
Highland Canal Diversion Weir And Drainage Structure 06/25/2019 Jojola
LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Operation & Maintenance 39.126317 ° 39.126317°
Manual -122.882733° -122.882733°
DWR ID DWR_NAQ0060_7_t_2013_24

Action/Comments

Inspector Comments: The district has the O&M manual in their office.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA

Page 10 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure
Little Chico Creek Control And Weir Structures

Structure Rating A
Date of Inspection 712/2019
DWR Inspector Sterling York

Accompanied By

Monday, August 26, 2019 14:26



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . . 07/02/2019 Sterlin
Little Chico Creek Control And Weir Structures 07/02/2019 Yok
LM Start 0.00 Rating ** N Issue No. 1 Photo 1 of 6 : ST_2019_NAO0060_9 1 20190710_00020.jpg
| Fa—— "L ey = W%
LM End 0.00 Issue Type + Ma  Location * W iy #“ ;'(,v )‘
Category Structures & Concrete Lined GPS Latitude/Longitude . % M |
Channels Start End
tem Photo Documentation 39.733555 ° 39.733555 °
-121.771772/°  -121.771772°
DWR ID DWR_NA0060_9_t_2012_1
Action/Comments
LM Start 0.00 Rating ** N Issue No. 1 (cont)
LM End 0.00 Issue Type+ Ma  Location *
View of the Little Chico Structure looking south, 2019.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 3 of 6 : ST_2019_NA0060_9_1 20190710_00021.jpg
LM End 0.00 Issue Type + Ma Location * : L ':'
View of the Little Chico Structure looking south over the weir, 2019.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA

Page 1 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . . 07/02/2019 Sterling
Little Chico Creek Control And Weir Structures 07/02/2019 York

LM Start 0.00 ‘ Rating ** N Issue No. 1 (cont) Photo 4 of 6 : ST_2019_NA0060_9_1 20190710_00022.jpg

LMEnd 000 IssueType+ Ma Location* R

Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start ‘ End
- Photo Documentation 39.733555 ° 39.733555 °
-121.771772° -121.771772°
DWR ID DWR_NA0060_9_t_2012_1
Action/Comments
View of the Little Chico Structure looking north, 2019.
CIMstart 000 | Rating* N | lssueNo. 1 (cont) Photo 5 of 6 : ST_2019_NA0060_9_1_20190710_00024.jpg
‘ LM End 0.00 ‘ Issue Type + Ma ‘ Location *
- - e 2 T g
View of the control structure looking downstream, 2019.
LMStat 000 | Rating™ N | IssueNo. 1 (cont) Photo 6 of 6 : ST_2019_NA0060_9 1 20190710_00025.jpg
‘ LM End 0.00 ‘ Issue Type + Ma ‘ Location * P :
View of the Little Chico er Structure looking upstream, 2019.

* Location ** Rating + Issue Type

LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 2 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. . . 07/02/2019 Sterlin
Little Chico Creek Control And Weir Structures 07/02/2019 Yok

LM Start 0.00 Rating ** A Issue No. 2 Photo 1 of 3: ST_2019_NA0060_9_2_20190710_00026.jpg
LM End 0.00 | IssueType+ Ma | Location*
Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start End

Vegetation & Obstructions 39.733555 ° 39.733555°

Item
o

-121.771772° 121771772

DWR ID DWR_NA0060_9 t_2012_2
Action/Comments

Inspector Comments: Any unwanted vegetation should be removed
before winter, 2019.

This is a view looking upstream at the vegetation from the weir, 2019.

LMStat  0.00 Rating ** A lIssue No. 2 (cont) Photo 2 of 3 : ST_2019_NA0060_9_2_20190710_00027.jpg
LM End 0.00 Issue Type + Ma | Location * Y £ (BN

This is a view looking downstream from the weir at the vegetation, 2019.

LM Start 0.00 Rating ** A Issue No. 2 (cont) Photo 3 of 3: ST_2019_NA0060_9_2_ 20190701_00008.jpg
LM End 0.00 Issue Type + Ma | Location * - . i 4 «*f

This is a view looking downstream from the control structure at the
vegetation, 2018.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA Page 3 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Little Chico Creek Control And Weir Structures UG Siering
LM Start 0.00 Rating ** A Issue No. 3
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Shoaling / Sedimentation 39.733555 ° 39.733555°
-121.771772° -121.771772°
DWR ID DWR_NA0060_9_t_ 2012_3
Action/Comments
Inspector Comments: There appears to be little/no shoaling or
sedimentation, the flow does not appear to be impeded.
LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Erosion / Bank Caving 39.733555 ° 39.733555°
-121.771772° -121.771772°
DWR ID DWR_NAQ060_9_t_2012_4
Action/Comments
Inspector Comments: No erosion observed during inspection.
LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 |lIssueType+ Ma | Location * No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Revetments 39.733555 ° 39.733555°
-121.771772°  -121.771772°
DWR ID DWR_NAQ0060_9_t_2012_5
Action/Comments
Inspector Comments: Riprap appeared to be in place and sufficient.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:26 FINAL DATA Page 4 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Levee Inspection

S

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. . . 07/02/2019 Sterlin
Little Chico Creek Control And Weir Structures 07/02/2019 Yok

LM Start 0.00 Rating ** A Issue No. 6
LM End . 0.00 Issue Type+ Ma  Location *
Category g’::ﬁtnuégs & Concrete Lined GPS Latitude/Longitude
Start End
Encroachments 39.733555 ° 39.733555 °

Item
o

-121.771772

° 121771772
DWR ID DWR_NA0060_9 t_2012_6
Action/Comments

Inspector Comments: Wood debris encroachment in the weir has been
removed, 2019.

LM Start 0.00 Rating ** A Issue No. 6 (cont)
LM End 0.00 Issue Type + Ma Location *

LM Start 0.00 Rating ** A Issue No. 7
LM End 0.00 Issue Type + Ma Location *

_— Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End
Culverts: Inlets / Outlets 39.733555 ° 39.733555 °

Item

o

-121.771772°  -121.771772
DWR ID DWR_NA0060 9 t_ 2012 7
Action/Comments

Inspector Comments: Inlets and outlets are clear of obstructions, 2019.

Photo 1 of 2 : ST_2019_NA0060_9_6_20190710_00028.jpg

S| \
View of the weir with the removed debris, 2019.
Photo 2 of 2 : ST_2019_NA0060_9_6_20190701_00011.jpg

!

View of a few logs trapped in the weir, 2018.

Photo 1 of 2 : ST_2019_NA0060_9_7_20190710_00031.jpg

{2 =
i S

. S W
;
J ) K ot T

T

View of inlets clear of obstructions, 2019.

e

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA

Page 5 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NAO0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
Little Chico Creek Control And Weir Structures griaiz0s Stering
LMStart  0.00 Rating ** A Issue No. 7 (cont)

Photo 2 of 2 : ST_2019_NA0060_9_7_20190710_00030.jpg

LM End 0.00 Issue Type + Ma | Location * t = ,Am B |

o Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End
it Culverts: Inlets / Outlets 39.733555/° 39.733555/°
em

-121.771772°  -121.771772°
DWR ID DWR_NAO060_9_t_2012_7

Action/Comments
Inspector Comments: Inlets and outlets are clear of obstructions, 2019.

0,8
o

View of outlets clear of obstructions, 2019.

LM Start 0.00 Rating ** N Issue No. 8
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Culverts: Breaks / Holes / 39.733555 ° 39.733555 °
Cracks -121.771772° -121.771772°
DWR ID DWR_NA0060_9_t_2012_8
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtr::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
- Metal Pipes 39.733555 ° 39.733555°

-121.771772°  -121.771772°
DWR ID DWR_NAO060_9_t 2012 9

Action/Comments
Inspector Comments: This item does not apply to this inspection.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA Page 6 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . . 07/02/2019 Sterlin,
Little Chico Creek Control And Weir Structures 07/02/2019 Yok

LM Start 0.00 Rating ** N Issue No. 10

LM End 0.00 Issue Type + Ma Location * No Photos

Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start End
tem Trash Racks 39.733555° 39.733555°
-121.771772° -121.771772°
DWR ID DWR_NA0060_9_t_2012_10
Action/Comments

Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** N Issue No. 11

LM End 0.00 Issue Type + Ma Location * No Photos

Structures & Concrete Lined
Category  -hannels

Flap Gates

GPS Latitude/Longitude
Start End
39.733555/° 39.733555
-121.771772/°  -121.771772

o

Item

o

DWR ID DWR_NA0060 9 t_2012_11
Action/Comments

Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** A Issue No. 12 Photo 1 of 2 : ST_2019_NA0060_9_12_20190710_00032.jpg
LM End 0.00 IssueType+ Ma | Location * B 7 , E i ; =
Category gtrzgﬁtnuergs & Concrete Lined GPS Latitude/Longitude 4 3
Start End £ I
Sluice/Slide Gates 39.733555 ° 39.733555 °

Item
°

-121.771772°  -121.771772

DWR ID DWR_NA0060_9 t_2012 12
Action/Comments

Inspector Comments: The two sluice gates on either end of the control
structure are in good condition, 2019.

View of the two sluice gateé on either end of the control structure, 2019.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA

Page 7 of 12



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . . 07/02/2019 Sterli
Little Chico Creek Control And Weir Structures 07/02/2019 Yok

LM Start 0.00 Rating ** A Issue No. 12 (cont) Photo 2 of 2 : ST_2019_NA0060_9_12_20190710_00033.jpg
LM End 0.00 | IssueType+ Ma | Location * o
Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start End

Sluice/Slide Gates 39.733555 ° 39.733555 °

Item
-121.771772/°  -121.771772°

DWR ID DWR_NA0060 9 t 2012 12
Action/Comments

Inspector Comments: The two sluice gates on either end of the control
structure are in good condition, 2019.

LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 Issue Type + Ma Location *
Category gtr::rc]:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
Electric Gate Operators 39.733555 ° 39.733555°

Item
-121.771772/°  -121.771772°
DWR ID DWR_NAO060_9_t_2012_13

Action/Comments

Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 Issue Type + Ma Location *
Category gtr::?‘tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Manual Gate Operators 39.733555 ° 39.733555°

Item
-121.771772°  -121.771772°

DWR ID DWR_NA0060_9_t_2012_14
Action/Comments
Inspector Comments: There are no manual gates on this structure.

View of the two sluice gates on either end of the

No Photos

No Photos

control structure, 2019.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA

Page 8 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . . 07/02/2019 Sterling
Little Chico Creek Control And Weir Structures 07/02/2019 York

LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 Issue Type + Ma

o Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End

Location *

39.733555 °
-121.771772°

39.733555 °
-121.771772°

Concrete Surfaces
Item
DWR ID DWR_NA0060_9 t 2012 15
Action/Comments

Inspector Comments: The concrete surface appears to be in good
condition in most locations but one of the inlets is showing some wear
and spalling, 2019.

Photo 1 of 1 : ST_2019_NA0060_9_15_20190710_00034.jpg

|l T W =i

View of one of the inlets that is shdwing some wear and spalling and
rebar is exposed, 2019.

LM Start 0.00 Rating ** A Issue No. 16
LM End 0.00 Issue Type + Ma Location * No Photos
Category (S:tr:éul::]tnu;Es & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Tilting / Settlement 39.733555 ° 39.733555°
-121.771772° -121.771772°
DWR ID DWR_NA0060 9 t 2012 16
Action/Comments
Inspector Comments: No noticeable or identifiable areas of tilting,
sliding or settlement were observed during inspection.
LMStart ~ 0.00 Rating ** A Issue No. 17
LM End 0.00 | IssueType+ Ma | Location* No Photos

Structures & Concrete Lined GPS Latitude/Longitude

Category
Channels Start End
tem Concrete Foundations 39.733555 ° 39.733555 °
-121.771772° -121.771772°

DWR ID DWR_NA0060_9 t_ 2012 17
Action/Comments

Inspector Comments: The concrete foundation appears to be in good
condition.

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

Monday, August 26, 2019 14:26

FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Page 9 of 12



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt B Inspector
. . . 07/02/2019 Sterling
Little Chico Creek Control And Weir Structures 07/02/2019 York

LM Start 0.00 Rating ** N Issue No. 18
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
Security Fencing 39.733555 ° 39.733555°

Item
-121.771772° -121.771772°

DWR ID DWR_NA0060_9_t_2012_18
Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
Closure Structures 39.733555 ° 39.733555 °

ltem
-121.771772°  -121.771772°
DWR ID DWR_NAO060_9_t _2012_19

Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Trash Rakes 39.733555 ° 39.733555 °

ltem
-121.771772°  -121.771772°
DWR ID DWR_NAO060_9_t _2012_20

Action/Comments
Inspector Comments: This item does not apply to this inspection.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . . 07/02/2019 Sterlin,
Little Chico Creek Control And Weir Structures 07/02/2019 Yok
LM Start 0.00 Rating ** N Issue No. 21
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Other Metallic Items 39.733555 ° 39.733555 °
-121.771772° -121.771772°
DWR ID DWR_NA0060_9_t_2012_21
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Monolith Joints 39.733555° 39.733555°

Item
-121.771772/°  -121.771772°

DWR ID DWR_NAO060_9_t _ 2012 22

Action/Comments
Inspector Comments: Monolith joints appear to be in good condition.

LM Start 0.00 Rating ** A Issue No. 23
LM End 0.00 |lIssue Type+ Ma | Location *
Gt gthr:rc]tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Safety 39.733555 ° 39.733555 °

Item
-121.771772°  -121.771772°
DWR ID DWR_NAO060_9_t _2012_23

Action/Comments

Inspector Comments: Hand rails are installed and are in good condition,
2019.

Photo 1 of 2 : ST_2019_NA0060_9_23_20190710_00037.jpg

Hand rails are installed and are in good conltlon, 2019.

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:26 FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . . 07/02/2019 Sterling
Little Chico Creek Control And Weir Structures 07/02/2019 York

LM Start 0.00 Rating ** A Issue No.
LM End . 0.00 Issue Type + Ma Location *
Category gt;:ﬁtr]u‘args & Concrete Lined GPS Latitude/Longitude
Start End
Safety 39.733555° 39.733555
-121.771772°  -121.771772

23 (cont)

o

Item

o

DWR ID DWR_NAQ0060_9 t_2012_23
Action/Comments

Inspector Comments: Hand rails are installed and are in good condition,
2019.

Photo 2 of 2 : ST_2019_NA0060_9_23_20190710_00035.jpg
TP 7 ¥

:

Hand rails are installed and are in good condition, 2019.

LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00

Structures & Concrete Lined
Channels

Issue Type + Ma Location *
GPS Latitude/Longitude
Start End
39.733555/° 39.733555
-121.771772/°  -121.771772

Category

o

Operation & Maintenance

ftem — nanual

o

Action/Comments

DWRID DWR_NA0060_9 t_2013_24

Inspector Comments: Sutter Maintenance Yard has a copy of the O&M
manual on file. There is not a spot on site to house the O&M manual.

No Photos

* Location ** Rating
LS : Land Side A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

N : Not Inspected/Rated
C: Corrected

AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy

Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:26

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure
M&T Ranch Overflow Structure

Structure Rating A
Date of Inspection 7/25/2019
DWR Inspector Makar Sokol

Accompanied By

Monday, August 26, 2019 14:27



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector

07/25/2019 Makar

M&T Ranch Overflow Structure 07/25/2019 Sokol

Photo 1 of 3: ST_2019_NA0060_228 1_20190521_00001.jpg

Photo Documentation 39.674690
-121.947010

Item

DWR ID DWR_NA0014 228 t 2013 1
Action/Comments

Inspector Comments: Per Sutter Yard, the temporary berm on the
upstream side of the structure was placed to divert the flow for the

° 39.674690
°  -121.947010

LMStat  0.00 | Rating*™ N lIssueNo. 1

LM End 0.00 ‘ Issue Type+ Ma  Location * WS

Category g::ﬁtnuerless & Concrete Lined GPS Latitude/Longitude
Stat  End

o

o

restoration project. The berm requires no maintenance and will erode

naturally.
The structure location is highlighted and is shown in relation to the
Sacramento River.
LMStat  0.00 \ Rating ** N \ Issue No. \ 1 (cont) Photo 2 of 3: ST_2019_NA0060_228_1_20190726_00007.jpg
LM End 0.00 ‘ Issue Type +  Ma ‘ Location * WS v hpsten
Typical view of the structure.
\ LMStat  0.00 \ Rating ** N \ Issue No. \ 1 (cont) Photo 3 of 3: ST 2019 NA0060_228 1 20190731_00015.jpg
‘ LM End 0.00 ‘ Issue Type +  Ma ‘ Location * WS ,
View of the temporary berm on the upstream side of the overflow
structure.
* Location ** Rating + Issue Type
LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector

07/25/2019 Makar

M&T Ranch Overflow Structure 07/25/2019 Sokol

LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 Issue Type + Ma | Location * WS
Category g::ﬁ;uégs & Concrete Lined GPS Latitude/Longitude
Start End
Vegetation & Obstructions 39.674690 ° 39.674690 °

Item
-121.947013/°

-121.947013°
DWR ID DWR_NA0014 228 t 2013 2
Action/Comments

Inspector Comments: The scattered piles of tree branches should be
removed.

Photo 1 of 3 : ST_2019_NA0060_228 2_20190521_00002.jpg

View of the vegetation on the upstream'side of the weir.

LMStat  0.00 Rating ** A | Issue No. 2 (cont) Photo 2 of 3: ST_2019_NA0060_228 2 20190726_00008.jpg
LM End 0.00 |IssueType+ Ma | Location * WS

View of the pile of tree branches; 0.1 miles from the structure's left bank.
LMStat  0.00 Rating ** A | lIssue No. 2 (cont) Photo 3 of 3: ST_2019_NA0060_228 2_20190726_00009.jpg
LM End 0.00 Issue Type + Ma Location * WS SN oo N T i

L0725 ;owf ]
View of another pile of tree branches; 0.6 miles from the structure's left
bank.
* Location ** Rating + Issue Type

LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 2 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
M&T Ranch Overflow Structure ey Wakar
LM Start 0.00 Rating ** A Issue No. 3
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Shoaling / Sedimentation 39.674690 ° 39.674690 °
-121.947010/° -121.947010°
DWR ID DWR_NA0014_228 t_ 2013 3
Action/Comments
Inspector Comments: No shoaling or sedimentation observed during the
inspection.
LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Erosion / Bank Caving 39.668789 ° 39.668789°
-121.957170/° -121.957170°
DWR ID DWR_NA0014 228 t 2013 4
Action/Comments
LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 | IssueType+ Ma | Location* WS No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Revetments 39.674690 ° 39.674690 °
-121.947010/°  -121.947010°
DWR ID DWR_NA0014 228 t 2013 5
Action/Comments
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 3 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector

07/25/2019 Makar

M&T Ranch Overflow Structure 07/25/2019 Sokol

ltem " cracks

o

-121.947010°  -121.947010

DWRID DWR_NA0014 228 t 2013 8
Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** M Issue No. 6 Photo 1 of 1: ST_2019_NA0060_228_6_20190731_00016.jpg
LM End 0.00 Issue Type + En Location * WS ¥ 1
Category gtr::::‘:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Encroachments 39.674690 ° 39.674690 °
-121.947010° -121.947010°
DWR ID DWR_NA0014_228_t _ 2013_6
Action/Comments
View of the electrical wire fence encroachment on the upstream side of
the structure.
LM Start 0.00 Rating ** N Issue No. 7
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category (S:tr::::]tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Culverts: Inlets / Outlets 39.674690° 39.674690°
-121.947010°  -121.947010°
DWR ID DWR_NA0014 228 t 2013 7
Action/Comments
Inspector Comments: This item does not apply to this inspection.
[Ims@art = 0.00 Rating ** N Issue No. 8
LM End 0.00 Issue Type+ Ma  Location * WS No Photos
Category gtg;::\tnuer;s & Concrete Lined GPS Latitude/Longitude
Start End
Culverts: Breaks / Holes / 39.674690° 39.674690 °

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

Monday, August 26, 2019 14:27

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
M&T Ranch Overflow Structure ey Wakar
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltem Metal Pipes 39.674690/° 39.674690/°
-121.947010/° -121.947010°
DWR ID DWR_NA0014_228 t_ 2013 9
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Trash Racks 39.674690/° 39.674690/°
-121.947010/° -121.947010°
DWR ID DWR_NA0014 228 t_ 2013 10
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 11
LM End 0.00 | IssueType+ Ma | Location* WS No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Flap Gates 39.674690 ° 39.674690 °
-121.947010/°  -121.947010°
DWR ID DWR_NA0014 228 t 2013 11
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 5 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
M&T Ranch Overflow Structure ey Wakar
LM Start 0.00 Rating ** N Issue No. 12
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Sluice/Slide Gates 39.674690 ° 39.674690 °
-121.947010°  -121.947010°
DWR ID DWR_NAQ0014_228_t_ 2013_12
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Electric Gate Operators 39.674690 ° 39.674690 °
-121.947010°  -121.947010°
DWR ID DWR_NA0014 228 t_2013_13
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 | IssueType+ Ma | Location* WS No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Manual Gate Operators 39.674690 ° 39.674690 °
-121.947010°  -121.947010°
DWR ID DWR_NA0014 228 t_2013_14
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 6 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

07/25/2019 Makar
M&T Ranch Overflow Structure 07/25/2019 Sokol
No Photos
Structures & Concrete Lined
Channels
Concrete Surfaces 39.674690 39.674690
-121.947010 -121.947010
DWR_NA0014_228 t_ 2013 15
No Photos
Structures & Concrete Lined
Channels
Concrete Tilting / Settlement 39.674690 39.674690
-121.947010°  -121.947010 °
DWR_NA0014_228 t_ 2013 16
No Photos
Structures & Concrete Lined
Channels
Concrete Foundations 39.674690 39.674690
-121.947010 -121.947010
DWR_NA0014 228 t 2013 17

Monday, August 26, 2019 14:27 FINAL DATA Page 7 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
M&T Ranch Overflow Structure ey Wakar
LM Start 0.00 Rating ** N Issue No. 18
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Security Fencing 39.674690 ° 39.674690 °
-121.947010°  -121.947010°
DWR ID DWR_NA0014 228 t_2013_18
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Closure Structures 39.674690 ° 39.674690 °
-121.947010°  -121.947010°
DWR ID DWR_NA0014 228 t_2013_19
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 | IssueType+ Ma | Location* WS No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Trash Rakes 39.674690 ° 39.674690 °
-121.947010°  -121.947010°
DWR ID DWR_NA0014 228_t_2013_20
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 8 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
M&T Ranch Overflow Structure ey Wakar
LM Start 0.00 Rating ** N Issue No. 21
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Other Metallic Items 39.674690 ° 39.674690 °
-121.947010/° -121.947010°
DWR ID DWR_NA0014_228_t _2013_21
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 22
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Monolith Joints 39.674690/° 39.674690/°
-121.947010/° -121.947010°
DWR ID DWR_NA0014 228 t_ 2013 22
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** A Issue No. 23
LM End 0.00 | IssueType+ Ma | Location* WS No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
ltem Safety 39.674690|° 39.674690/°
-121.947010/°  -121.947010°
DWR ID DWR_NA0014 228 t 2013 23
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 9 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
I r In r
SUETIC Length Start/End specto
07/25/2019 Makar
M&T Ranch Overflow Structure 07/25/2019 Sokol
LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00 Issue Type + Ma Location * WS No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Operation & Maintenance 39.674690 ° 39.674690 °
ltem  Manual

-121.947010°  -121.947010 °
DWR ID DWR_NAQ0014_228_t_ 2013_24
Action/Comments
Inspector Comments: No O&M Manual exists for this structure.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA

Page 10 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Unit Cover Sheet
2019 Pumping Plant Inspection Results

DWR Sutter Maintenance Yard

Pumping Plant

Middle Creek Pumping Plant

Pumping Plant
Rating

Date of Inspection

DWR Inspector

Accompanied By

Monday, August 26, 2019 14:27

6/25/2019
Zach Jojola

Makar Sokol
DWR

NA0060



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Action/Comments

Inspector Comments: The O&M manual was present at the pumping
plant.

Structure Structure Inspection Inspector
Length Start/End P
. . 06/25/2019 Zach
Middle Creek Pumping Plant 06/25/2019 Jojola
LM Start 0.00 Rating ** A Issue No. 1
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Operating Log 39.142300 ° 39.142300°
-122.902350/°  -122.902350 °
DWR ID DWR_NA0060_17_t_2012_1
Action/Comments
Inspector Comments: The operating log was up to date and present at
the pump station. This pump was operated continuously during the
2019 flood season.
LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
Operation & Maintenance 39.142300 ° 39.142300°
ftem  \anual
-122.902350°  -122.902350 °
DWR ID DWR_NAQ0060_17_t_ 2012_2

LM Start 0.00 Rating ** M Issue No. 3
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Plant Building 39.142300° 39.142300 °

Item
°

-122.902350 ° | -122.902350

DWR ID DWR_NA0060_17_t_ 2012_3
Action/Comments
Inspector Comments: The plant building was in good structural
condition with no major cracks that could threaten the integrity of the
building. However, the adjacent structure has some differential
settlement that appears to be stable.

Photo 1 of 3

View of the pumping plant. Summer 2019.

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA Page 1 of 8




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. . 06/25/2019 Zach
Middle Creek Pumping Plant 06/25/2019 Jojola

LM Start 0.00 Rating ** M Issue No. 3 (cont)
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Plant Building 39.142300 ° 39.142300 °
-122.902350 °  -122.902350 °

DWR ID DWR_NA0060_17_t_ 2012_3
Action/Comments
Inspector Comments: The plant building was in good structural
condition with no major cracks that could threaten the integrity of the
building. However, the adjacent structure has some differential
settlement that appears to be stable.

LM Start 0.00 Rating ** M Issue No. 3 (cont)
LM End 0.00 Issue Type + Ma | Location *

LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location *

Pump Stations
Category

GPS Latitude/Longitude
Start End
39.142300/° 39.142300/°
-122.902350/°  -122.902350 °

Communications
Item
DWR ID DWR_NA0060_17_t_2012 4
Action/Comments

Inspector Comments: A cellular phone is available for the pump station
operator.

Photo 2 of 3: ST_2019_NA0060_17_3_20190701_00014.jpg

V|e of adjacent structure. Summer 2019.
Photo 3 of 3: ST_2019_NA0060_17_3_20190701_00015.jpg

AN
View of stabilized settlement on the adjacent structure. Summer 2019.

No Photos

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

Monday, August 26, 2019 14:27

FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Page 2 of 8



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . 06/25/2019 Zach
Middle Creek Pumping Plant 06/25/2019 Jojola
LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Safety 39.142300° 39.142300 °
-122.902350 °  -122.902350°
DWR ID DWR_NA0060_17_t_2012_5
Action/Comments
Inspector Comments: No safety hazard was present around the plant.
All of the guard rails and fences were secured and in good condition.
LM Start 0.00 Rating ** N Issue No. 6
LM End 0.00 | IssueType+ Ma | Location* No Photos

Pump Stations GPS Latitude/Longitude
Start End
39.142300/° 39.142300/°

-122.902350°  -122.902350 °

Category

Cranes
Item
DWR ID DWR_NAQ0060_17_t_ 2013_6
Action/Comments
Inspector Comments: A crane doesn't exist at this location.

LM Start 0.00 Rating ** A Issue No. 7 Photo 1 of 1 : ST_2019_NA0060_17_7_20190701_00016.jpg
LM End 0.00 Issue Type + Ma Location * s
Pump Stations GPS Latitude/Longitude
Category
Start End
- Pumps 39.142300/° 39.142300 °
-122.902350/°  -122.902350 °

DWR ID DWR_NA0060_17 t_ 2012 7
Action/Comments

Inspector Comments: The pumps appeared to be in good working
condition and properly maintained including proper lubrication level.

View of the three pumps. Summer 2019.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 3 of 8



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NAQO60
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure St':’:;‘t’t:e 'gfggém Inspector
Middle Creek Pumping Plant e e

LM Start 0.00 Rating ** A
LM End 0.00

Pump Stations

Issue No. 8

Issue Type + Ma Location *

GPS Latitude/Longitude

Category
Start End
tem Power 39.142300 ° 39.142300 °
-122.902350°  -122.902350 °

DWR ID DWR_NAQ0060_17_t_2012_8
Action/Comments
Inspector Comments: The power source appears to be reliable and safe.

Photo 1 of 1 : ST_2019_NA0060_17 8 20190701_00017.jpg

View of the powerlines that supply power to the plant. Summer 2019.

LM Start 0.00
LM End 0.00
Pump Stations

Rating ** N Issue No. 10

Issue Type + Ma Location *

GPS Latitude/Longitude

Category
Start End
it Motors, Engines, Fans & Gear 39.142300 ° 39.142300°
em
Reducers -122.902350°  -122.902350 °

DWR ID DWR_NA0060_17_t_2019_10
Action/Comments

Inspector Comments: There were no motors or fans present at this
plant other than the pumps.

No Photos

LM Start 0.00 | v
LM End 0.00 Issue Type + Ma | Location *
Pump Stations

Rating ** A Issue No. 11
GPS Latitude/Longitude
Start End
39.142300 ° 39.142300
-122.902350°  -122.902350

Category

Pump Control Systems

o
Item

o

DWR ID DWR_NA0060_17 t_ 2012 11
Action/Comments

Inspector Comments: The pump control systems appeared to be
operational and free of damage.

Photo 1 of 1 : ST_2019_NA0060_17_11_20
=
o | W )

190701_00018.jpg

T

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 4 of 8




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. . 06/25/2019 Zach
Middle Creek Pumping Plant 06/25/2019 J0?3|a
LM Start 0.00 Rating ** A Issue No. 12 Photo 1 of 1 : ST_2019_NAO0060_17_12_20190701_00019.jpg
LM End 0.00 | IssueType+ Ma | Location*
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Sumps/Wet Well 39.142300 ° 39.142300°

o

-122.902350°  -122.902350
DWR ID DWR_NA0060_17_t_2013_12
Action/Comments

Inspector Comments: Wet wells were clear of debris.

DS PR

View of the wet well and intake pipes. Summer 2019.

LM Start 0.00 Rating ** A Issue No. 13 Photo 1 of 1: ST_2019_NA0060_17_13_20190701_0002

0.jpg
LM End 0.00 | IssueType+ Ma | Location * , g AR

Pump Stations GPS Latitude/Longitude
Category
Start End
Trash Racks 39.142300/° 39.142300/°
Item

o

-122.902350 °  -122.902350
DWR ID DWR_NA0060_17_t_2012_13
Action/Comments

Inspector Comments: Trash racks appeared to be in good condition and
free of debris.

View of the trah racks. Sumer 20109.

LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
Trash Rakes 39.142300 ° 39.142300 °

Item

o

-122.902350 °  -122.902350
DWR ID DWR_NA0060_17_t_2013_14
Action/Comments

Inspector Comments: A trash rake doesn't exist at this location.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA Page 5 of 8




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. . 06/25/2019 Zach
Middle Creek Pumping Plant 06/25/2019 Jojola

LM Start 0.00 Rating ** A Issue No. 15
LM End ' 0.00 Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Start End
Sluice / Slide Gates 39.142300 ° 39.142300
-122.902350 °  -122.902350

Category

o

Item

o

DWR ID DWR_NA0060_17_t_ 2013_15
Action/Comments
Inspector Comments: The slide gates are in good working condition.

Photo 1 of 1 : ST_2019_NA0060_17_15_20190701_00021.jpg

Lt

View of the slide gates. Summer 2019.

LM Start 0.00 Rating ** N Issue No. 16
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Start End
Electric Gate Operators 39.142300 ° 39.142300
-122.902350 °  -122.902350

Category

o

Item

o

DWR ID DWR_NA0060_17_t_2012_16
Action/Comments

Inspector Comments: No electric gate operator was present in this plant.

No Photos

LMStat  0.00 Rating ** A Issue No. 17
LM End 0.00 Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Manual Gate Operators 39.142300° 39.142300
-122.902350 °  -122.902350

o

Item

o

DWR ID DWR_NA0060_17 t_2012_17
Action/Comments

Inspector Comments: The manual gate operators are in good working
condition.

Photo 1 of 2 : ST_2019_NAO

060_17_17_20190701_00022.jpg

View of a manual operator at the plant. Summer 2019.

* Location ** Rating
LS : Land Side A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

N : Not Inspected/Rated
C: Corrected

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence

AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 6 of 8




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . 06/25/2019 Zach
Middle Creek Pumping Plant 06/25/2019 Jojola
LM Start 0.00 Rating ** A Issue No. 17 (cont) Photo 2 of 2 : ST_2019_NAO0060_17_17_20190625_00011.jpg
LM End 0.00 |IssueType+ Ma | Location* ek 70 ) I !
Pump Stations GPS Latitude/Longitude '
Category
Start End
tem Manual Gate Operators 39.142300 ° 39.142300°
-122.902350°  -122.902350 °

DWR ID DWR_NA0060_17_t_2012_17
Action/Comments

Inspector Comments: The manual gate operators are in good working
condition.

LM Start 0.00 Rating ** A Issue No. 18
LM End 0.00 Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
it Other Metallic Items 39.142300/° 39.142300
em
-122.902350/°  -122.902350

DWR ID DWR_NA0060_17_t_2012_18
Action/Comments

o

o

Inspector Comments: All other metallic parts appeared to be in good
condition.

LMStat  0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Flap Gates 39.142300 ° 39.142300
Item

-122.902350 °  -122.902350

DWR ID DWR_NA0060_ 17 t_2013_19
Action/Comments

Inspector Comments: Flap gates don't exist at this location. Instead a
backflow prevention device is used to perform similar task as the flap
gates.

o

o

Another view of the manual bperator. Summer 2018.

No Photos

No Photos

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

Monday, August 26, 2019 14:27

+ Issue Type
Ma : Maintenance Deficiancy

Ob : Design & System Obsolescence

En : Enforcement

FINAL DATA

Page 7 of 8



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Structure Inspection Inspector
Length Start/End P
. . 06/25/2019 Zach
Middle Creek Pumping Plant 06/25/2019 Jojola
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
" Closure Structures 39.142300/° 39.142300 °
em
-122.902350 °  -122.902350 °
DWR ID DWR_NA0060_17_t_ 2012 20
Action/Comments
Inspector Comments: No closure structure exists in this plant.
LM Start 0.00 Rating ** A Issue No. 21
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Security Fencing 39.142300 ° 39.142300°
-122.902350 °  -122.902350 °
DWR ID DWR_NA0060_17_t_2012_21
Action/Comments
Inspector Comments: Security fencing appeared to be in good condition.
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 | IssueType+ Ma | Location* No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
" Intake and Discharge Pipes 39.142300 ° 39.142300°
em
-122.902350/°  -122.902350 °
DWR ID DWR_NA0060_17_t_ 2012 22
Action/Comments
Inspector Comments: The pipes appeared to be in good working
condition.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 8 of 8



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure

Moulton Weir

Structure Rating

Date of Inspection

DWR Inspector

Accompanied By

Monday, August 26, 2019 14:27

7/17/2019
Makar Sokol

Bryan Reniff
DWR

NA0060



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Moulton Weir 07/17/2019 Sokol

LM Start 0.00 Rating ** N Issue No. 1 Photo 1 of 6 : ST_2019_NA0060_4_1 20190718_00022.jpg

LM End 0.00 Issue Type + Ma Location *

Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start ‘ End
- Photo Documentation 39.338242 ° 39.338242 °
-122.022073/° -122.022073°
DWR ID DWR_NA0060_4_t_2012_1
Action/Comments
View of the weir from the left bank abutment.
CIMstart 000 | Rating* N | lssueNo. 1 (cont) Photo 2 of 6 : ST_2019_NA0060_4_1_20190718_00018.jpg
| LMEnd 000 | IssueType+ Ma | Location*
View of the weir from the right bank abutment.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 3 of 6 : ST_2019_NA0060_4_1 20190718_00019.jpg
LM End 0.00 Issue Type + Ma Location * |
Vie of the upstream of the weir from the right bank.

* Location ** Rating + Issue Type

LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy

WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence

CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 1 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Moulton Weir 07/17/2019 Sokol
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 4 of 6 : ST_2019_NAO0060_4_1 20190718 _00025.jpg
LM End 0.00 | IssueType+ Ma | Location*
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Photo Documentation 39.338242/° 39.338242 °

Item
o

-122.022073° -122.022073

DWR ID DWR_NA0060 4 t 2012 1
Action/Comments

View of the downstream of the e|r from the right ba.

LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 5 of 6 : ST_2019 NA0060_4_1 20190718_00020.jpg
LM End 0.00 Issue Type+ Ma  Location * : b/

: \}ie\;v of tﬁe Ieft'bank abutment.

LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 6 of 6 : ST_2019 _NA0060_4_1 20190718_00021.jpg
LM End 0.00 Issue Type + Ma Location *

07-17 2019

View of the right bank abutment.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA Page 2 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

. 07/17/2019 Makar
Moulton Weir 07/17/2019 Sokol
No Photos
Structures & Concrete Lined
Channels
Vegetation & Obstructions 39.338242 39.338242
-122.022073 -122.022073
DWR_NA0060_4 t 2012 _2
No Photos
Structures & Concrete Lined
Channels
Shoaling / Sedimentation 39.338242 39.338242
-122.022073°  -122.022073°
DWR_NA0060_4_t _2012_3
No Photos
Structures & Concrete Lined
Channels
Erosion / Bank Caving 39.338242 39.338242
-122.022073 -122.022073
DWR_NA0060_4 t 2012 4

Monday, August 26, 2019 14:27 FINAL DATA Page 3 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NAO0G0
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure St'::;‘t’t:e 'gfgr'f/‘éi;’g Inspector
. 07/17/2019 Makar
Moulton Weir 07/17/2019 Sokol

LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 Issue Type + Ma | Location *

Category gtr::::‘:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Revetments 39.338242° 39.338242°
-122.022073°  -122.022073°

DWR ID DWR_NA0060 4 t_ 2012 5
Action/Comments

Inspector Comments: Existing riprap protection is properly maintained
and is undamaged. Riprap clearly visible.

LM Start 0.00 Rating ** A Issue No. 6
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtr::rc‘:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Encroachments 39.338242 ° 39.338242 °
-122.022073° -122.022073°
DWR ID DWR_NA0060_4_t _2012_6
Action/Comments
LM Start 0.00 Rating ** N Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtt::gtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
- Culverts: Inlets / Outlets 39.338242 ° 39.338242 °
-122.022073° -122.022073°

DWR ID DWR_NAQO060_4 t_2012_7

Action/Comments
Inspector Comments: This item does not apply to this inspection.

Photo 1 of 1 : ST_2019_NA0060_4_5_20190718_00026.jpg

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA

Page 4 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Mouton Wer s |
LM Start 0.00 Rating ** N Issue No. 8
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem g:;;\(/:ekrsts: Breaks / Holes / 39.338242° 39.338242 °
-122.022073/° -122.022073°
DWR ID DWR_NA0060_4 t_2012_8
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Metal Pipes 39.338242/° 39.338242/°
-122.022073|°  -122.022073°
DWR ID DWR_NA0060_4 t 2012 9
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Trash Racks 39.338242° 39.338242°
-122.022073/°  -122.022073°
DWR ID DWR_NA0060_4 t 2012 10
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 5 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Mouton Wer s |
LM Start 0.00 Rating ** N Issue No. 11
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltem Flap Gates 39.338242/° 39.338242/°
-122.022073/° -122.022073°
DWR ID DWR_NA0060_4 t_2012_11
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 12
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Sluice/Slide Gates 39.338242 ° 39.338242 °
-122.022073|°  -122.022073°
DWR ID DWR_NA0060_4 t 2012 12
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Electric Gate Operators 39.338242° 39.338242°
-122.022073/°  -122.022073°
DWR ID DWR_NA0060_4 t 2012 13
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 6 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

) 07/17/2019 Makar
Moulton Weir 07/17/2019 Sokol

No Photos

Structures & Concrete Lined
Channels

Manual Gate Operators 39.338242 39.338242
-122.022073°  -122.022073

DWR_NAO060_4_t_ 2012 14

Inspector Comments: This item does not apply to this inspection.

Structures & Concrete Lined
Channels

Concrete Surfaces 39.338242 39.338242
-122.022073°  -122.022073°

DWR_NAO060_4_t_2012_15

Inspector Comments: Some spalling and cracking is present, but it
does not appear to be significant.

View of a longitudinal crack along a vertical concrete section.

0.00 A 15 (cont)

View of the spalling at one of the joints.

Monday, August 26, 2019 14:27 FINAL DATA Page 7 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

. 07/17/2019 Makar
Moulton Weir 07/17/2019 Sokol
No Photos
Structures & Concrete Lined
Channels
Concrete Tilting / Settlement 39.338242 39.338242
-122.022073 -122.022073
DWR_NA0060_4_t _2012_16
No Photos
Structures & Concrete Lined
Channels
Concrete Foundations 39.338242 39.338242
-122.022073°  -122.022073°
DWR_NA0060_4 t_2012_17
No Photos
Structures & Concrete Lined
Channels
Security Fencing 39.338242 39.338242
-122.022073 -122.022073
DWR_NA0060_4 t 2012 18

Monday, August 26, 2019 14:27 FINAL DATA Page 8 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Mouton Wer s |
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Closure Structures 39.338242° 39.338242 °
-122.022073/° -122.022073°
DWR ID DWR_NA0060_4 t_2012_19
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Trash Rakes 39.338242/° 39.338242/°
-122.022073|°  -122.022073°
DWR ID DWR_NA0060_4 t 2012 20
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 21
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Other Metallic Items 39.338242° 39.338242°
-122.022073/°  -122.022073°
DWR ID DWR_NA0060_4 t 2012 21
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 9 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Moulton Weir 07/17/2019 Sokol
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Monolith Joints 39.338242° 39.338242 °
-122.022073°  -122.022073°
DWR ID DWR_NA0060_4_t_2012_22
Action/Comments
LM Start 0.00 Rating ** A Issue No. 23 Photo 1 of 1 : ST_2019_NA0060_4 23 20190718_00027.jpg

LM End 0.00 |IssueType+ Ma | Location*
Category gthr:rc‘tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Safety 39.338242° 39.338242
-122.022073°  -122.022073

o

Item

o

DWRID DWR_NA0060_4_t_2012_23

Action/Comments

Inspector Comments: Adequate protection for fall hazards exist. No
hazardous conditions that might affect the operation of the structure
exist.

ey

View o the safety and guard railing around the left bank abut?nent.

LM Start 0.00 Rating ** A Issue No. 24
LMEnd  0.00 | IssueType+ Ma  Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined | GPS Latitude/Longitude
Start End
'Operation & Maintenance 39.338242° 39.338242°

ltem — anual

o

-122.022073/°  -122.022073
DWR ID DWR_NAQ0060_4 t 2013 24
Action/Comments

Inspector Comments: Sutter Maintenance Yard has a copy of the O&M
manual on file. There is not a spot on site to house the O&M manual.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 10 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure
Nelson Bend

Structure Rating A

Date of Inspection 7/1/2019
DWR Inspector Sterling York

Accompanied By Robert Duffey
DWR

Monday, August 26, 2019 14:27



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
07/01/2019 Sterling
Nelson Bend 07/01/2019 York
LM Start 0.00 Rating ** N Issue No. 1 Photo 1 of 2: ST_2019_NA0060_54 1 20190708_00004.jpg
LM End 0.00 | IssueType+ Ma | Location * E

Structures & Concrete Lined
Category  -hannels

Photo Documentation

GPS Latitude/Longitude
Start End
38.895500|° 38.887450
-121.616950 °  -121.615330

o

Item

o

DWR ID DWR_NAQ0060_54_t_2012_1
Action/Comments

Inspector Comments: North end 38.89550 -121.61695, South end
38.88745 -121.61533

LM Start 0.00 Rating ** N Issue No. 1 (cont)
LM End 0.00 Issue Type + Ma Location *

LM Start 0.00 Rating ** M Issue No. 2

LM End 0.00 Issue Type+ Ma  Location *

Structures & Concrete Lined
Category  -hannels

Vegetation & Obstructions

GPS Latitude/Longitude
Start End
38.895500 ° 38.887450
-121.616950°  -121.615330

o

Item

o

DWR ID DWR_NAQ0060 54 t 2012 2
Action/Comments

Inspector Comments: There is scattered obstructions or vegetation. The
vegetation should be cleared and trees trimmed up. May impede flow
in a high water event.

View looking sout of Nelson Bend Rock Quarry Weir, 219.
Photo 2 of 2 : ST_2019_NA0060_54_1_20190708_00005.jpg

W LT PR S ) B
View looking north of Nelson Bend Rock Quarry Weir, 2019.

8

Photo 1 of 3: ST_2019_NA0060_54_2_20190708_00006.jpg

-

ki

[

View of the vegetation that is overgrowing the rock weir looking north,
2019.

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 1 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
07/01/2019 Sterling
Nelson Bend 07/01/2019 York
LM Start 0.00 Rating ** M Issue No. 2 (cont) Photo 2 of 3: ST_2019 _NA0060_54 2 20190708 00007.jpg
LM End 0.00 |IssueType+ Ma | Location* F ) b g |

4

o Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End
Vegetation & Obstructions 38.895500 ° 38.887450°

Item

o

-121.616950 °  -121.615330
DWR ID DWR_NA0060_54_t_ 2012 2
Action/Comments

Inspector Comments: There is scattered obstructions or vegetation. The
vegetation should be cleared and trees trimmed up. May impede flow
in a high water event.

View of the vegettion that is overgrwmg the rock weir Iokin south,
2019.

LMStat  0.00 | Rating* M | Issue No. 2 (cont) Photo 3 of 3 : ST_2019_NA0060_54_2_20190708_00008.jpg
LM End 0.00 Issue Type+ Ma  Location * ¥ : = ' : :

£

View df the vegetation around the rock weir Iookingi upstream, 2019.

W 0.00 Rating ** A Issue No. 3
LM End 0.00 IssueType+ Ma | Location * No Photos
Category gtrl]r:::]tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Shoaling / Sedimentation 38.895500 ° 38.887450°

Item
o

-121.616950 °  -121.615330

DWRID DWR_NAO0G0 54 t 2012 3

Action/Comments
Inspector Comments: No shoaling or sedimentation present.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA Page 2 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Structure
Length

Inspection
Start/End

Inspector

Nelson Bend

LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
Erosion / Bank Caving 38.895500 ° 38.887450°
-121.616950 °  -121.615330°

Item

DWR ID DWR_NA0060_54 t_2012_4
Action/Comments

Inspector Comments: No active erosion or bank caving observed on the
landward or on the waterside of the levee / channel.

LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
Revetments 38.895500 ° 38.887450 °
-121.616950°  -121.615330°

Item

DWR ID DWR_NA0060 54 t_2012_5
Action/Comments

Inspector Comments: Existing riprap protection is properly maintained
and is undamaged. Riprap visible.

LM Start 0.00 Rating ** A Issue No. 6
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Encroachments 38.895500 ° 38.887450 °
-121.616950 °  -121.615330°

Item

DWR ID DWR_NA0060 54 t_2012 6
Action/Comments

Inspector Comments: No trash, debris, excavation, structures, or other
obstructions are present within the easement.

07/01/2019
07/01/2019

Sterling
York

* Location ** Rating + Issue Type

LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA

Page 3 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Nelson end o e
LM Start 0.00 Rating ** N Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Culverts: Inlets / Outlets 38.895500 ° 38.887450 °
-121.616950/° -121.615330°
DWR ID DWR_NA0060_54_t _2012_7
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 8
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem gjéll\(/:irsts: Breaks / Holes / 38.895500: 38.887450:
-121.616950 -121.615330
DWR ID DWR_NA0060 54 t 2012 8
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Metal Pipes 38.895500 ° 38.887450°
-121.616950/° -121.615330°
DWR ID DWR_NA0060 54 t 2012 9
Action/Comments
Inspector Comments: Iltem does not exist on this structure.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 4 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Nelson end o e
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
ltem Trash Racks 38.895500|° 38.887450/°
-121.616950/° -121.615330°
DWR ID DWR_NA0060_54_t _2012_10
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 11
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Flap Gates 38.895500|° 38.887450/°
-121.616950/° -121.615330°
DWR ID DWR_NA0060_54 t 2012 11
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 12
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Sluice/Slide Gates 38.895500 ° 38.887450 °
-121.616950/° -121.615330°
DWR ID DWR_NA0060 54 t 2012 12
Action/Comments
Inspector Comments: Iltem does not exist on this structure.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 5 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Nelson end o e
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Electric Gate Operators 38.895500 ° 38.887450°
-121.616950°  -121.615330°
DWR ID DWR_NA0060_54_t_ 2012_13
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Manual Gate Operators 38.895500 ° 38.887450°
-121.616950°  -121.615330°
DWR ID DWR_NA0060_54_t _2012_14
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 15
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Surfaces 38.895500 ° 38.887450 °
-121.616950°  -121.615330°
DWR ID DWR_NA0060_54_t _2012_15
Action/Comments
Inspector Comments: Iltem does not exist on this structure.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 6 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Nelson end o e
LM Start 0.00 Rating ** N Issue No. 16
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Tilting / Settlement 38.895500 ° 38.887450°
-121.616950/° -121.615330°
DWR ID DWR_NA0060_54 t_ 2012 16
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 17
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Concrete Foundations 38.895500 ° 38.887450 °
-121.616950/° -121.615330°
DWR ID DWR_NA0060_54 t 2012 17
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 18
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Security Fencing 38.895500 ° 38.887450°
-121.616950/° -121.615330°
DWR ID DWR_NA0060_54 t 2012 18
Action/Comments
Inspector Comments: Iltem does not exist on this structure.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 7 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Nelson end o e
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Closure Structures 38.895500 ° 38.887450 °
-121.616950/° -121.615330°
DWR ID DWR_NA0060_54_t _2012_19
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Trash Rakes 38.895500|° 38.887450/°
-121.616950/° -121.615330°
DWR ID DWR_NA0060_54 t 2012 20
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** N Issue No. 21
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Other Metallic Items 38.895500 ° 38.887450 °
-121.616950/° -121.615330°
DWR ID DWR_NA0060 54 t 2012 21
Action/Comments
Inspector Comments: Iltem does not exist on this structure.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 8 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Nelson end o e
LM Start 0.00 Rating ** N Issue No. 22
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Monolith Joints 38.895500 ° 38.887450 °
-121.616950°  -121.615330°
DWR ID DWR_NA0060_54_t_ 2012_22
Action/Comments
Inspector Comments: Item does not exist on this structure.
LM Start 0.00 Rating ** A Issue No. 23
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Safety 38.895500 ° 38.887450 °
-121.616950°  -121.615330°
DWR ID DWR_NA0060_54_t _2012_23
Action/Comments
Inspector Comments: No hazards present.
LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Operation & Maintenance 38.895500 ° 38.887450°
Manual -121.616950°  -121.615330 °
DWR ID DWR_NA0060_54_t _2013_24
Action/Comments
Inspector Comments: Sutter Maintenance Yard has a copy of the O&M
manual on file. There is not a spot on site to house the O&M manual.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 9 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Unit Cover Sheet
2019 Pumping Plant Inspection Results

DWR Sutter Maintenance Yard

Pumping Plant

Sutter Bypass Pumping Plant No. 1

Pumping Plant
Rating

Date of Inspection

DWR Inspector

Accompanied By

Monday, August 26, 2019 14:27

6/26/2019
David Julian

Gregg Ahlers

Sutter Maintenance Yard

NA0060



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 1 06/26/2019 Sutian
LM Start 0.00 Rating ** A Issue No. 1 Photo 1 of 1: ST_2019_NA0060_21_1 20190627_00039.jpg
LM End 0.00 | IssueType+ Ma | Location*
Pump Stations GPS Latitude/Longitude
Category
Start End
Operating Log 38.931815° 38.931815°
Item

-121.634331°  -121.634331°
DWR ID DWR_NA0060_21_t_2012_1
Action/Comments
Inspector Comments: The operating log is kept on site.

LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 Issue Type + Ma Location *

Pump Stations GPS Latitude/Longitude
Category

Start End
Operation & Maintenance 38.931815° 38.931815°
ftem — nanual
-121.634331° -121.634331°
DWR ID DWR_NAO0060_21 t_2012_2
Action/Comments

Inspector Comments: The O&M manual is available at the site. Sutter
Maitenance Yard will provide documentation of future maitenance.

View of O&M Manual (Summer 2019).

LMStat  0.00 Rating ** A | lIssue No. 3 Photo 1 of 2 : ST_2019_NA0060_21_3 20190627_00040.jpg
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Plant Building 38.931815° 38.931815/°
Item

-121.634331° -121.634331°
DWR ID DWR_NA0060 21 t_2012_3
Action/Comments

Inspector Comments: Plant building appears to be in good working
order.

SIS HERE R S <L SR RN it
View of the outside of the facility. Photo taken June, 2019.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA Page 1 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Repo

rt By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection

Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 1 06/26/2019 Sulian

LMStart ~ 0.00 Rating ** A Issue No. 3 (cont)
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Plant Building 38.931815° 38.931815
-121.634331°  -121.634331

DWR ID DWR_NA0060_21_t_ 2012 3
Action/Comments

Inspector Comments: Plant building appears to be in good working
order.

Photo 2 of 2 : ST_2019_NA0060_21_3_20190626_00022.jpg

o

o

View of the outside of the operating building. Photo taken

LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Communications 38.931815° 38.931815
-121.634331°  -121.634331

DWR ID DWR_NA0060_21 t_ 2012 4
Action/Comments

No Photos

o

o

Inspector Comments: Cell phones and two-way radios are available to
pump station operators. The remote control operating system (SCADA)
appears to be operational.

LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 Issue Type + Ma " Location * |
Pump Stations GPS Latitude/Longitude
Category
v Start End
item Safety 38.931815° 38.931815
-121.634331° -121.634331

DWR ID DWR_NA0060_21_t 2012 5
Action/Comments
Inspector Comments: All safety gear is in place and in working order.

Photo 1 of 7 : ST_2019_NA0060_21_5_20190627_00041.jpg

o

o

06 26 13”

View of fire extinguisher inside the operating room (Sumrr{er 2019).

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 2 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 1 06/26/2019 Julian

LM Start 0.00 Rating ** A Issue No. 5 (cont)
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Stat  End
Safety 38.931815 ° 38.931815°

Item

o

-121.634331° -121.634331

DWR ID DWR_NA0060_21_t_2012_5
Action/Comments
Inspector Comments: All safety gear is in place and in working order.

CIMstart 000 | Rating* A |lssueNo. 5 (cont) Photo 3 of 7 :

| LMEnd 000 | IssueType+ Ma | Location*

LM Start 0.00 Rating ** A Issue No. 5 (cont)
LM End 0.00 |IssueType+ Ma | Location*

T

L ]

View of fire extinguisher next to facility entrance (Sum
ST_2019_NA0060_21_5_20190627_00042.jpg

Photo 2 of 7 : ST_2019_NA0060_21_5_20190626_00024.jpg

mer 2019).

* Location ** Rating
LS: Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy

Ob : Design & System Obsolescence

En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA

Page 3 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 1 06/26/2019 Sulian
LM Start 0.00 ‘ Rating ** A Issue No. 5 (cont) Photo 5 of 7 : ST_2019_NA0060_21_5_20190626_00027.jpg
LM End 0.00 ‘ Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Category
Stat  End
tem Safety 38.931815° 38.931815°
-121.634331° -121.634331°

DWR ID DWR_NA0060_21_t_2012_5
Action/Comments
Inspector Comments: All safety gear is in place and in working order.

)

View of railings above thetrash racks (Sumer 219).

CIMstart 000 | Rating* A |lssueNo. 5 (cont) Photo 6 of 7 : ST_2019_NA0060_21_5_20190627_00044.jpg
| LMEnd 000 | IssueType+ Ma | Location*

of railings next to manual gate operétors (Summer 2019).

LMStat 000 | Rating™ A |lssueNo. 5 (cont) Photo 7 of 7 : ST_2019_NA0060_21_5_20190627_00045.jpg
| . ; 4 ;

View

‘ LM End 0.00 ‘ Issue Type +  Ma ‘ Location *

B *}F & -' i

-4 MR ik £ A il
ings next to flap gate grate (Su

mmer 2019).

* Location ** Rating + Issue Type
LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA Page 4 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 1 06/26/2019 Julian
LM Start 0.00 Rating ** N Issue No. 6
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Cranes 38.931815° 38.931815°
-121.634331°  -121.634331°
DWR ID DWR_NA0060_21_t_2012_6
Action/Comments
Inspector Comments: Cranes are not present at this site.
LM Start 0.00 Rating ** A Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos

Pump Stations GPS Latitude/Longitude

Category
Start End
ftem Pumps 38.931815 ° 38.931815 °
-121.634331° -121.634331°

DWR ID DWR_NA0060 21 t_2012_7
Action/Comments

Inspector Comments: Pumps appear to be properly maintained and in
working condition.

LM Start 0.00 Rating ** A Issue No. 8
LM End 0.00 Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Power 38.931815° 38.931815°
Item

o

-121.634331° -121.634331

DWR ID DWR_NA0060_21 t_ 2012 8
Action/Comments

Inspector Comments: The structure is on the grid with emergency
backup generator.

Photo 1 of 1: ST_2019_NA0060_21_8_20190626_00030.jpg

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 5 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 1 06/26/2019 Julian

LM Start 0.00 Rating ** A Issue No. 10
LM End 0.00 Issue Type+ Ma  Location *

Pump Stations GPS Latitude/Longitude
Category

Start End
it Motors, Engines, Fans & Gear 38.931815° 38.931815°
em
Reducers -121.634331°  -121.634331°

DWR ID DWR_NA0060_21 t_2012_10

Action/Comments

Inspector Comments: These items appear to be maintained and in

operating condition.

LM Start 0.00 Rating ** A Issue No. 10 (cont)
LM End 0.00 Issue Type + Ma | Location *
LM Start 0.00 Rating ** A Issue No. 11
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Pump Control Systems 38.931815° 38.931815°
-121.634331°  -121.634331°

DWR ID DWR_NA0060_21 t_2012_11

Action/Comments

Inspector Comments: Pump control systems on site are new and
appear to be in working order.

Photo 1 of 2 : ST_2019_NA0060_21_10_20190626_00031.jpg

View of pump motors (Sdmmer 2019).
Photo 2 of 2 : ST_2019_NA0060_21_10_20190627_00046.jpg

[Hl

Photo 1 of 1; ST_2019_NA0060_21_11 20190627 _00047.jpg

View of pump control panels inside operating room (Summer 2019).

* Location
LS: Land Side
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable
U : Unacceptable

N : Not Inspected/Rated
C: Corrected
AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 6 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection

Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 1 06/26/2019 Sulian

LM Start 0.00 Rating ** A Issue No. 12
LM End 0.00 Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Sumps/Wet Well 38.931815° 38.931815°
-121.634331°  -121.634331°

DWR ID DWR_NA0060_21_t_2012_12
Action/Comments
Inspector Comments: Sumps are clear and free of debris.

Photo 1 of 1 : ST_2019_NA0060_21_12_20190626_00034.jpg
O & X

View of one of the wet wells. All four wet wells looked like this (Summer
2019).

LM Start 0.00 Rating ** A Issue No. 13
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Trash Racks 38.931815° 38.931815°
-121.634331°  -121.634331°

DWRID DWR_NAO0OGO 21 t 2012 13

Action/Comments

Inspector Comments: No debris present on trash racks, they appear to
be in good condition.

Phot

View of tfash racks (Summer 2019).

LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Trash Rakes 38.931815° 38.931815°

o

-121.634331°  -121.634331

DWR ID DWR_NA0060_21_t _2012_14
Action/Comments
Inspector Comments: No trash rake at this site.

No Photos

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 7 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Item

o

°  -121.634331

-121.634331

DWR ID DWR_NA0060_21 t_2012_16
Action/Comments

Inspector Comments: This item does not currently apply. Motors to
mechanically operate sluice gates are available during the flood season.

Structure St':’:;‘t’t:e 'gfggé‘;’g Inspector
Sutter Bypass Pumping Plant No. 1 Jorgoaots Davd
LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 |IssueType+ Ma | Location* No Photos
Category Pump Stations GPS Latitude/Longitude
Start End
tem Sluice / Slide Gates 38.931815° 38.931815°
-121.634331°  -121.634331°
DWR ID DWR_NA0060_21_t_ 2012_15
Action/Comments
Inspector Comments: Sluice gates appear to be in good working order.
LM Start 0.00 Rating ** N Issue No. 16
LM End 0.00 | IssueType+ Ma | Location * No Photos
Category Pump Stations GPS Latitude/Longitude
Start End
Electric Gate Operators 38.931815° 38.931815°

LM Start 0.00 Rating ** A Issue No. 17
LM End 0.00 Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Manual Gate Operators 38.931815° 38.931815°

Item

o

-121.634331° -121.634331

DWR ID DWR_NA0060_21 t_2012_17
Action/Comments

Inspector Comments: Manual gate operators appear to be in good
condition.

Photo 1 of 1 : ST_2019_NA0060_21_17_20190627_00049.jpg

I

2 1 X 3 &
View of manual gate operators

(Summer

2019).

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA

Page 8 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Structure Inspection Inspector
Length Start/End P
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 1 06/26/2019 Julian
LM Start 0.00 Rating ** A Issue No. 18
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
i Other Metallic Items 38.931815° 38.931815°
em
-121.634331° -121.634331°
DWR ID DWR_NA0060_21_t_ 2012 18
Action/Comments
Inspector Comments: These items appear to be in good condition.
LM Start 0.00 Rating ** A Issue No. 19 Photo 1 of 1 : ST_2019_NAO0060_21_ 19 20190627_00050.jpg
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Flap Gates 38.931815 ° 38.931815°
-121.634331° -121.634331°
DWR ID DWR_NA0060_21 t_2012_19
Action/Comments
Inspector Comments: Flap gates appear to be in working condition.
There are no apparent signs of significant corrosion or damage. All are
closed.
View of closed flap gates (Summer 2019).
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
I Closure Structures 38.931815° 38.931815°
em
-121.634331° -121.634331°
DWR ID DWR_NA0060 21 t_ 2012 20
Action/Comments
Inspector Comments: No closure structure present at this location.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 9 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 1 06/26/2019 Julian

LM Start 0.00 Rating ** A Issue No. 21
LM End 0.00 |lIssue Type+ Ma | Location*
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Security Fencing 38.931815° 38.931815°

-121.634331° -121.634331°
DWR ID DWR_NA0060 21 t_ 2012 21
Action/Comments

Inspector Comments: Site is secured by a masonry brick wall and steel
gate.

View of contréte sécurlty fence with addition

Photo 1 of 1 : ST_2019_NA0060_21_21_20190627_00051.jpg

SR 5

al chainli
security door (Summer 2019).

=

3 S5
nk fence, and steel

LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
i Intake and Discharge Pipes 38.931815° 38.931815°
em

-121.634331°  -121.634331°

DWR ID DWR_NA0060_21_t_ 2012_22
Action/Comments

Inspector Comments: No visible deficiencies observed in the pipe's
condition.

No Photos

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA Page 10 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Unit Cover Sheet
2019 Pumping Plant Inspection Results

DWR Sutter Maintenance Yard

Pumping Plant

Sutter Bypass Pumping Plant No. 2

Pumping Plant
Rating

Date of Inspection

DWR Inspector

Accompanied By

Monday, August 26, 2019 14:27

6/26/2019
David Julian

Gregg Ahlers

Sutter Maintenance Yard

NA0060



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Sulian
LM Start 0.00 Rating ** A Issue No. 1 Photo 1 of 1: ST_2019_NAO0060_22_1 20190627_00044.jpg
LM End 0.00 | IssueType+ Ma | Location*
Pump Stations GPS Latitude/Longitude
Category
Start End
Operating Log 39.026449 ° 39.026449°
Item

o

-121.726937°  -121.726937
DWR ID DWR_NA0060 22 t 2012 1
Action/Comments

Inspector Comments: Operation log is located at the site.

View of operating log (Summer 2019).

LM Start 0.00 Rating ** A Issue No. 2 Photo 1 of 1 : ST_2019_NA0060_22_2_20190627_00045.jpg
LM End 0.00 Issue Type + Ma Location *

Pump Stations GPS Latitude/Longitude
Category

Start End
Operation & Maintenance 39.026449 ° 39.026449°
ftem  \anual o o
-121.726937 -121.726937

DWR ID DWR_NA0060_22_t_2012_2

Action/Comments

Inspector Comments: O&M Manual is present at the site. Sutter
Maitenance Yard will provide documentation of maintenance going
forward.

View of O&M Manual (Summer 2019).

LMStat ~ 0.00 Rating** A IssueNo. 3 Photo 1 of 2 : ST_2019_NA0060_22_3_20190627_00046.jpg

LM End 0.00 Issue Type + Ma Location *

Pump Stations GPS Latitude/Longitude
Category
Start End
Plant Building 39.026449° 39.026449 °
Item

o

-121.726937°  -121.726937
DWR ID DWR_NA0060 22 t 2012 _3
Action/Comments

Inspector Comments: Plant building appears to be in working order.

View of outside of pump operating building (Summer 2019).

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA

Page 1 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Sulian
LM Start 0.00 Rating ** A Issue No. 3 (cont) Photo 2 of 2 : ST_2019_NA0060_22_3 20190627_00047.jpg
LM End 0.00 | IssueType+ Ma | Location* 5
Pump Stations GPS Latitude/Longitude
Category
Start End
Plant Building 39.026449 ° 39.026449°
Item °

-121.726937°  -121.726937

DWR ID DWR_NA0060_22_t_ 2012_3
Action/Comments
Inspector Comments: Plant building appears to be in working order.

SE PO =

View of outside of facmty.(S'ummer 2019).

LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
Communications 39.026449° 39.026449°

Item
o

-121.726937°  -121.726937

DWR ID DWR_NA0060 22 t_ 2012 _4
Action/Comments

Inspector Comments: Operator has two-way radio and cellular phone
available to them. The remote control system appears to be operational.

LM Start 0.00 Rating ** A Issue No. 5 Photo 1 of 7
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Safety 39.026449 ° 39.026449°
Item o

° -121.726937

-121.726937
DWR ID DWR_NAQ0060 22 t 2019 5
Action/Comments

Inspector Comments: The site has fire extinguishers on site and fall
protection rails. Gates have been installed to limit access to pump inlet.
Railings above trash racks are in the process of installation.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA Page 2 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection

Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Julian
LMStat  0.00 Rating ** A Issue No. 5 (cont) Photo 2 of 7 : ST_2019_NA0060_22_5_20190627_00049.jpg
LM End 0.00 | IssueType+ Ma | Location * AN ' [\,l 3 k L G e ¢

Pump Stations

GPS Latitude/Longitude
Category

Start End
39.026449 ° 39.026449
-121.726937°  -121.726937

o

Safet
Item y

o

DWR ID DWR_NAQ0060_22_t_2019 5
Action/Comments

Inspector Comments: The site has fire extinguishers on site and fall
protection rails. Gates have been installed to limit access to pump inlet.
Railings above trash racks are in the process of installation.

LM Start 0.00 Rating ** A Issue No. 5 (cont)
LM End 0.00 Issue Type + Ma Location *
LM Start 0.00 Rating ** A Issue No. 5 (cont)
LM End 0.00 Issue Type+ Ma  Location *

{1

iR ‘ VIR
View of fire extinguisher next to facility entrance (Summer 2019).

Photo 3 of 7 : ST_2019_NA0060_22_5_20190627_00050.jpg

i A f’ B

able next to wet wells (Summer 2019).

~ /)

View of fall protection ¢

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 3 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Julian

LM Start 0.00
LM End 0.00

Category

Safet
Item y

Pump Stations

‘ Rating ** A Issue No.

5 (cont)

‘ Issue Type + Ma Location *

Photo 5 of 7 : ST_2019_NA0060_22_5_20190627_00052.jpg

GPS Latitude/Longitude

Stat  End
30.026449°  39.026449
-121.726937°  -121.726937

DWRID DWR_NAO0B0 22 t_ 2019 5

Action/Comments

Inspector Comments: The site has fire extinguishers on site and fall
protection rails. Gates have been installed to limit access to pump inlet.
Railings above trash racks are in the process of installation.

o

o

View o gate clbsing off access to pump inlét‘(Summer 2019).
Photo 6 of 7 : ST_2019_NA0060_22_5_20190627_00053.jpg

CIMstart 000 | Rating* A |lssueNo. 5 (cont)
| LMEnd 000 | IssueType+ Ma | Location*
LM Start 0.00 Rating ** A Issue No. 5 (cont)

View of railing and signage next to manual gate operators (Summer

2019).

Photo 7 of 7 : ST_2019_NA0060_22_5_20190627_00054.jpg

LM End 0.00

Issue Type + Ma Location *

View of railings and signage above flap gates (Summer 2019).

* Location
LS: Land Side
WS : Water Side
CR: Crown

** Rating
A: Acceptable
M : Minimally Acceptable

N : Not Inspected/Rated

C: Corrected

U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy

Ob : Design & System Obsolescence

En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 4 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Julian
LM Start 0.00 Rating ** N Issue No. 6
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Cranes 39.026449 ° 39.026449 °
-121.726937°  -121.726937 °
DWR ID DWR_NAQ0060_22_t_2012_6
Action/Comments
Inspector Comments: Cranes are not present at this site.
LM Start 0.00 Rating ** A Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Pumps 39.026449° 39.026449 °
-121.726937°  -121.726937 °

DWR ID DWR_NA0060 22 t_2012_7
Action/Comments

Inspector Comments: Pumps appear to be in working order.

LM Start 0.00 Rating ** A Issue No. 8 Photo 1 of 2 : ST_2019_NA0060_22_8_20190627_00055.jpg
LM End 0.00 IssueType+ Ma | Location * =~
Pump Stations GPS Latitude/Longitude
Category
Start End
Power 39.026449 ° 39.026449 °
Item

o

-121.726937°  -121.726937

DWR ID DWR_NA0060_22 t 2012 8
Action/Comments

Inspector Comments: The structure is on the grid with emergency
backup generator.

VleW fuel tank for'emergency generaﬁor (Summer 219).

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019

14:27

FINAL DATA

Page 5 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Sutian
LM Start 0.00 Rating ** A Issue No. 8 (cont) Photo 2 of 2 : ST_2019_NA0060_22_8 20190627_00056.jpg

LM End 0.00 Issue Type+ Ma  Location *

Pump Stations GPS Latitude/Longitude
Category
Start End
Power 39.026449 ° 39.026449 °
Item

-121.726937°  -121.726937°
DWR ID DWR_NA0060 22 t 2012 8
Action/Comments

Inspector Comments: The structure is on the grid with emergency
backup generator.

View of emergency generator (Summer 2019).

LMStat 000  Rating* A lIssue No. 10 Photo 1 of 2 : ST_2019_NA0060_22_10_20190627_00057.jpg
LM End 0.00 | IssueType+ Ma | Location * 4 =

Pump Stations GPS Latitude/Longitude
Category

Start End
tem Motors, Engines, Fans & Gear 39.026449 ° 39.026449°

Reducers -121.726937°  -121.726937 °

DWR ID DWR_NA0060 22 t 2012 10

Action/Comments

Inspector Comments: These items appear to be maintained and in
operational condition.

LM Start 0.00 Rating ** A Issue No. 10 (cont)
LM End 0.00 Issue Type + Ma | Location *

View of pump oil wells (Summer 2019).

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA

Page 6 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection

Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Sulian

LM Start 0.00 Rating ** A Issue No. 11 Photo 1 of 1: ST_2019_NAO0060_22_11 20190627_00059.jpg
LM End 0.00 Issue Type+ Ma  Location * . —
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Pump Control Systems 39.026449 ° 39.026449°
-121.726937°  -121.726937 °

DWR ID DWR_NA0060_22 t 2012 11

Inspector Comments: Pump control systems on site are new and

Action/Comments

appear to be in working order.

View of pump control panels in operating building (Summer 2019).

LM Start 0.00 Rating ** M Issue No. 12 Photo 1 of 1: ST_2019_NAO0060_22_12_ 20190627_00060.jpg
LM End 0.00 | IssueType+ Ma | Location * v { N7\
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Sumps/Wet Well 39.026449 ° 39.026449°
-121.726937 °  -121.726937 °

DWR ID DWR_NA0060_22 t _2012_12

Action/Comments

Inspector Comments: Trash and plant debris buildup in sump number 4

should be removed.

S

View of debris in sump 4 (Sume}zoig

LM Start 0.00 Rating ** A Issue No. 13 Photo 1 of 1: ST_2019_NAO0060_22_13 20190627_00061.jpg
LM End 0.00 Issue Type + Ma | Location * il T ; b
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Trash Racks 39.026449 ° 39.026449°
-121.726937/°  -121.726937°

DWR ID DWR_NA0060_22_t 2012 13
Action/Comments
Inspector Comments: Trash rack is secure and free of debris.

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA

Page 7 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Structure Inspection Inspector
Length Start/End P
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Julian
LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
ltem Trash Rakes 39.026449° 39.026449°
-121.726937/°  -121.726937 °
DWR ID DWR_NA0060_22 t_ 2012 14
Action/Comments
Inspector Comments: No trash rake at this site.
LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
" Sluice / Slide Gates 39.026449 ° 39.026449 °
em
-121.726937/°  -121.726937 °
DWR ID DWR_NA0060_22 t_2012_15
Action/Comments
Inspector Comments: Sluice gates appear to be properly maintained
and operational.
LM Start 0.00 Rating ** N Issue No. 16
LM End 0.00 | IssueType+ Ma | Location* No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
" Electric Gate Operators 39.026449 ° 39.026449°
em
-121.726937/°  -121.726937 °
DWR ID DWR_NA0060_22 t_2012_16
Action/Comments
Inspector Comments: This item does not currently apply. Motors to
mechanically operate sluice gates are available during the flood season.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:27 FINAL DATA Page 8 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Julian

LM Start 0.00 Rating ** A Issue No. 17
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End

o

° 39.026449
¢ -121.726937

39.026449
-121.726937

Manual Gate Operators
Item

o

DWR ID DWR_NA0060 22 t 2012 17
Action/Comments

Inspector Comments: Manual gate operators appear to be in good
working condition.

Photo 1 of 1 : ST_2019_NA0060_22_17 20190627 _00062.jpg

e ?

View of mahul gate operators (Summer 2019).

Rating ** A
Issue Type + Ma

Issue No. 18
Location *

LM Start 0.00
LM End 0.00

Pump Stations
Category

GPS Latitude/Longitude
Start End
39.026449° 39.026449
-121.726937/°  -121.726937

o

Other Metallic Items
Item

o

DWR ID DWR_NA0060_22 t_2012_18
Action/Comments

Inspector Comments: All other metal parts that were visible are
corrosion protected.

No Photos

A Issue No. 19
" Location * |

LM Start 0.00 Rating **

LM End 0.00

'Pump Stations
Category

Issue Type + Ma
GPS Latitude/Longitude
Start End

39.026449° 39.026449
-121.726937 °  -121.726937

'Flap Gates °
Item

o

DWR ID DWR_NA0060 22 t_ 2019 19
Action/Comments

Inspector Comments: Flap gates appear to be in working condition.
There are no apparent signs of significant corrosion or damage. All are
closed.

Photo 1 of 1 : ST_2019_NA0060_22_19_20190627_00063.jpg

4

SIS ot

View of closed flap gates (Sumrh.er 20195.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 2 06/26/2019 Julian
LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Closure Structures 39.026449 ° 39.026449 °

-121.726937/°  -121.726937°
DWR ID DWR_NA0060_22_t_ 2012_20
Action/Comments
Inspector Comments: No closure structure present at this location.

LM Start 0.00 Rating ** A Issue No. 21
LM End 0.00 Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Security Fencing 39.026449 ° 39.026449°

-121.726937°  -121.726937°
DWR ID DWR_NA0060_22 t_2012_21
Action/Comments

Inspector Comments: Site is secured with masonry and concrete wall
and steel entrance door.

Photo 1 of 1 : ST_2019_NA0060_22 21 20190627 _00064.jog

A

b

View of steel security door and concrete security wall around facility
(Summer 2019).
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma | Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
tem Intake and Discharge Pipes 39.026449 ° 39.026449°

-121.726937°  -121.726937°
DWR ID DWR_NA0060_22_t_2012_22
Action/Comments

Inspector Comments: No visible deficiencies observed in the pipe's
condition.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:27 FINAL DATA

Page 10 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance

Unit Cover Sheet
2019 Pumping Plant Inspection Results

DWR Sutter Maintenance Yard

Pumping Plant

Sutter Bypass Pumping Plant No. 3

Pumping Plant
Rating

Date of Inspection

DWR Inspector

Accompanied By

Monday, August 26, 2019 14:27

6/26/2019
David Julian

Gregg Ahlers

Sutter Maintenance Yard

NA0060



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 3 06/26/2019 Sulian
LM Start 0.00 Rating ** A Issue No. 1 Photo 1 of 1: ST_2019_NA0060_23_1_20190627_00025.jpg
LM End 0.00 Issue Type+ Ma  Location * 4
Pump Stations GPS Latitude/Longitude
Category
Start End
Operating Log 39.120096 ° 39.120096 °
Item

o

-121.779234° -121.779234
DWR ID DWR_NAQ0060_23 t_2012_1
Action/Comments

Inspector Comments: Operation log is at the site.

View of operating log (Summer 2019).

LMStat ~ 0.00 | Rating* A lssueNo. 2 Photo 1 of 1 : ST_2019_NA0060_23_2_20190627_00024.jpg

LM End 0.00 Issue Type + Ma Location *

Pump Stations GPS Latitude/Longitude
Category
Start End
it Operation & Maintenance 39.120096 ° 39.120096 °
em
Manual -121.779230°  -121.779230 °
DWR ID DWR_NA0060 23 t_2012_2

Action/Comments

Inspector Comments: O&M Manual is present at the site. Sutter
Maitenance Yard will provide documentation of maintenance going
forward.

View of O&M Manual (Summer 2019).

LMStat  0.00 Rating ** A | lIssue No. 3 Photo 1 of 1 : ST_2019_NA0060_23 3 20190627_00026.jpg
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Plant Building 39.120096 ° 39.120096 °
Item

o

-121.779230°  -121.779230
DWR ID DWR_NA0060 23 t_2012_3
Action/Comments

Inspector Comments: Plant building appears to be in working condition.

View futside of plan buildng (Summr 201

9).

N SN

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA

Page 1 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection

Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 3 06/26/2019 Julian
LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 |IssueType+ Ma | Location* No Photos

Pump Stations

GPS Latitude/Longitude
Category

Start End
39.120096 ° 39.120096
-121.779230°  -121.779230

Communications
Item

DWR ID DWR_NAQ0060_23_t_2012_4
Action/Comments

Inspector Comments: Operator has two-way radio and cellular phone
available to them. The remote control operation system (SCADA)
appears to be operational.

Rating ** A
Issue Type + Ma

LM Start 0.00 Issue No. 5
LM End 0.00

Pump Stations
Category

Location *

GPS Latitude/Longitude
Start End
Safety 39.120096/° 39.120096
-121.779230/°  -121.779230

Item

DWR ID DWR_NA0060 23 t_2012_5
Action/Comments

Inspector Comments: The site has fire extinguishers on site and fall
protection rails.

Rating ** A
Issue Type + Ma

LM Start 0.00
LM End 0.00

Issue No. 5 (cont)

Location *

Photo 1 of 7 : ST_2019_NA0060_23_5_20190627_00027.jpg

View of fire extinguisher inside operating building (Summer 2019).
Photo 2 of 7 : ST_2019_NA0060_23_5_20190627_00028.jpg
=0 | S PRI

|

r ] 2 L .I 2 {
View of fire extinguisher adjacent to facility entrance (Summer 2019).

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:28

FINAL DATA

Page 2 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 3 06/26/2019 Julian

Action/Comments

Inspector Comments: The site has fire extinguishers on site and fall
protection rails.

CIMstart 000 | Rating* A |lssueNo. 5 (cont)

LMStat  0.00 | Rating*™ A lssue No. 5 (cont)
LM End 0.00 ‘ Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Stat  End
tem Safety 39.120096 ° 39.120096 °
-121.779230/°  -121.779230°
DWR ID DWR_NA0060_23_t 2012 5

View of railing f

Photo 4 of 7 : ST_2019_NA0060_23_5_20190627_00030.jpg

| LMEnd 000 | IssueType+ Ma | Location*

‘ LM Start 0.00 ‘ Rating ** A ‘Issue No.‘ 5 (cont)
‘ LMEnd  0.00 ‘ Issue Type + Ma ‘ Location *

% Yo 25 %
View of railings next to pump inlet (Summer 2019).

Photo 5 of 7 : ST_2019_NA0060_23_5_20190627_00031.jpg

View of fall protection cable and si

gnage on
2019).

* Location ** Rating
LS: Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy

Ob : Design & System Obsolescence

En : Enforcement

Monday, August 26, 2019 14:28

FINAL DATA

Page 3 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 3 06/26/2019 Julian

LM Start 0.00 Rating ** A Issue No.
LM End 0.00 Issue Type + Ma

Pump Stations

5 (cont)
Location *
GPS Latitude/Longitude
Start End
Safety 39.120096/°

Category

Item

DWR ID DWR_NA0060 23 t_ 2012 5
Action/Comments

Inspector Comments: The site has fire extinguishers on site and fall
protection rails.

LM Start 0.00 Rating ** A Issue No. 5 (cont)
LM End 0.00 Issue Type+ Ma  Location *
LM Start 0.00 Rating ** N Issue No. 6
LM End 0.00 Issue Type+ Ma  Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Cranes 39.120096 ° 39.120096 °
Item

-121.779230°  -121.779230 °

39.120096 °
-121.779230°  -121.779230°

DWR ID DWR_NA0060 23 t 2012 6
Action/Comments
Inspector Comments: Cranes are not present at this site.

Photo 6 of 7 : ST_2019_NA0060_23_5_20190627_00032.jpg

& , /\:., a5 NG e SR R - |
railing and signage next to manual gate operators
(Summer 2019).

Photo 7 of 7 : ST_2019_NA0060_23_5_20190627_00033.jpg

- 3l ¢
View of safety

!

'/
77 &, %
¥ ////I 'l
™ g,
' . B

View of séfet); railing and éignage above flap gates (Summer 2019).

No Photos

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable

Monday, August 26, 2019 14:28

FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence

AIW : Acceptable but Monitor & Maintain En : Enforcement

Page 4 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection

Structure Lt T Inspector
Sutter Bypass Pumping Plant No. 3 goreoiz0s David
LM Start 0.00 Rating ** A Issue No. 7
LM End 0.00 |IssueType+ Ma | Location* No Photos
Category Pump Stations GPS Latitude/Longitude
Start End
tem Pumps 39.120096 ° 39.120096 °
-121.779230°  -121.779230°
DWR ID DWR_NAQ0060_23_t_2012_7
Action/Comments
Inspector Comments: Pumps appear to be properly maintained and in
working condition.
LM Start 0.00 Rating ** A Issue No. 8 Photo 1 of 1 : ST_2019 NA0060_23 8 20190627_00034.jpg

LM End 0.00 Issue Type + Ma Location * )

Pump Stations GPS Latitude/Longitude
Category
Start End
Power 39.120096 ° 39.120096 °
Item

-121.779230°  -121.779230°
DWR ID DWR_NA0060 23 t_2012_8
Action/Comments

Inspector Comments: The structure is on the grid with emergency
generator backup.

¢

View of emergency backup generator (Summer 2019).

LMStat ~ 0.00 | Rating* A IssueNo. 10 Photo 1 of 2 : ST_2019_NA0060_23_10_20190627_00035.jpg

LM End 0.00 Issue Type + Ma Location *

Pump Stations GPS Latitude/Longitude

Category
Start End
I Motors, Engines, Fans & Gear 39.120096 ° 39.120096 °
em

Reducers -121.779230°  -121.779230°

DWR ID DWR_NA0060 23 t_2012_10
Action/Comments

Inspector Comments: These items appear to be maintained and in
operating condition.

View of pump motors (Summer 2019).

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA

Page 5 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 3 06/26/2019 Julian

Rating ** A
Issue Type + Ma

LM Start 0.00 Issue No.
LM End 0.00

Pump Stations

10 (cont)
Location *
GPS Latitude/Longitude
Start End
39.120096/° 39.120096/°
-121.779230/°  -121.779230°

Category

Motors, Engines, Fans & Gear

ltem  peducers

DWR ID DWR_NA0060 23 t_2012_10
Action/Comments

Inspector Comments: These items appear to be maintained and in
operating condition.

Rating ** A
Issue Type + Ma

LM Start 0.00 Issue No. 11
LM End 0.00

Pump Stations

Location *
GPS Latitude/Longitude
Start End
39.120096/° 39.120096/°
-121.779230/°  -121.779230°

Category

Pump Control Systems
Item

DWR ID DWR_NA0060_23 t_2012_11
Action/Comments

Inspector Comments: Pump control systems on site are new and
appear to be in working order.

Rating ** A
Issue Type + Ma

Issue No. 12
Location *

LM Start 0.00
LM End 0.00
Pump Stations GPS Latitude/Longitude
Start End
39.120096 ° 39.120096 °

-121.779230°  -121.779230°

Category

Sumps/Wet Well
Item
DWR ID DWR_NA0060_23_t_ 2012_12
Action/Comments
Inspector Comments: Sumps are clear and free of debris.

Photo 2 of 2 : ST_2019_NA0060_23_10_20190627_00036.jpg

View of pump oil well (Summer 2019).

Photo 1 of 1 : ST_2019_NA0060_23_11_20190627_00037.jpg
- - B
| X i ; H

Photo 1 of 1 : ST_2019_NA0060_23_12_20190627_00039.jpg

. a4
View of one wet well that represents appearance of all wet wells
(Summer 2019).

* Location ** Rating
LS : Land Side A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Monday, August 26, 2019 14:28

N : Not Inspected/Rated
C: Corrected

AIW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type

Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 3 06/26/2019 Julian

LM Start 0.00 Rating ** A Issue No. 13
LM End 0.00 Issue Type + Ma | Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Trash Racks 39.120096 ° 39.120096 °
Item

-121.779230°  -121.779230°
DWR ID DWR_NA0060 23 t_ 2012 13
Action/Comments

Inspector Comments: No debris present on trash racks, they appear to
be in good condition.

LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
Trash Rakes 39.120096/° 39.120096/°
Item

-121.779230°  -121.779230°
DWR ID DWR_NA0060_23 t_2012_14
Action/Comments

Inspector Comments: No trash rake at this site.

LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
I Sluice / Slide Gates 39.120096 ° 39.120096 °
em

-121.779230°  -121.779230 °
DWR ID DWR_NA0060_23 t_ 2012_15
Action/Comments
Inspector Comments: Sluice gates appear to be in good working order.

View of tras racks (Summer 2019).

No Photos

No Photos

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

Monday, August 26, 2019 14:28 FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 3 06/26/2019 Julian
LM Start 0.00 Rating ** N Issue No. 16
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
it Electric Gate Operators 39.120096 ° 39.120096 °
em
-121.779230/°  -121.779230°
DWR ID DWR_NA0060_23_t_ 2012 16
Action/Comments
Inspector Comments: Item does not apply, gate operators are manual
only.
LM Start 0.00 Rating ** A Issue No. 17 Photo 1 of 1: ST_2019 _NAO0060_23_17_20190627_00040.jpg
LM End 0.00 Issue Type + Ma Location *
Pump Stations GPS Latitude/Longitude
Category
Start End
it Manual Gate Operators 39.120096 ° 39.120096 °
em
-121.779230/°  -121.779230°
DWR ID DWR_NA0060_23_t_ 2012 17
Action/Comments
Inspector Comments: Manual gate operators appear to be in working
order.
LMStat ~ 0.00 Rating ** A lIssue No. 18
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
I Other Metallic Items 39.120096 ° 39.120096 °
em
-121.779230/°  -121.779230°
DWR ID DWR_NA0060 23 t_ 2012 18
Action/Comments
Inspector Comments: All other metal parts that were visible are
corrosion protected.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 8 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 3 06/26/2019 Julian
LM Start 0.00 Rating ** A Issue No. 19
LM End 0.00 Issue Type + Ma Location * No Photos
Pump Stations GPS Latitude/Longitude
Category
Start End
Flap Gates 39.120096 ° 39.120096 °
Item

-121.779230°  -121.779230°
DWR ID DWR_NA0060 23 t_2019_19
Action/Comments

Inspector Comments: Flap gates appear to be in working condition.
There are no apparent signs of significant corrosion or damage. All are

closed.

LM Start 0.00 Rating ** N Issue No. 20

LM End 0.00 Issue Type + Ma Location * No Photos

Pump Stations GPS Latitude/Longitude
Category
Start End
it Closure Structures 39.120096/° 39.120096/°
em

-121.779230°  -121.779230 °
DWR ID DWR_NA0060_23_t_ 2012_20
Action/Comments
Inspector Comments: No closure structure present at this location.

LM Start 0.00 Rating ** A Issue No. 21 Photo 1 of 1: ST_2019_NAO0060_23_21 20190627_00041.jpg
LM End 0.00 Issue Type + Ma Location * r
Pump Stations GPS Latitude/Longitude I
Category
Start End

Security Fencing 39.120096 ° 39.120096 °
-121.779230°  -121.779230°

Item

DWR ID DWR_NA0060_23 t_ 2012 21
Action/Comments

Inspector Comments: Site is currently secured by a concrete wall and
steel entrance door.

View of concrete security fencing and steel entrance door (Summer

2019).
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA Page 9 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt B Inspector
. 06/26/2019 David
Sutter Bypass Pumping Plant No. 3 06/26/2019 Sulian
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location * No Photos

Pump Stations
Category

GPS Latitude/Longitude
Start End

Intake and Discharge Pipes 39.120096 ° 39.120096 °

Item

-121.779230°  -121.779230°

DWR ID DWR_NA0060_23_t_ 2012_22
Action/Comments
Inspector Comments: No visible deficiencies observed in the pipe's

condition.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure
Sutter Bypass Weir No. 2

Structure Rating A
Date of Inspection 6/26/2019
DWR Inspector David Julian
Accompanied By Gregg Ahlers

Sutter Maintenance Yard

Monday, August 26, 2019 14:28



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Weir No. 2 06/26/2019 Julian
LM Start 0.00 ‘ Rating ** N Issue No. 1 Photo 1 of 4 : ST_2019_NA0060_10_1 20190627_00019.jpg
LM End 0.00 ‘ Issue Type + Ma Location *
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start ‘ End
Photo Documentation 39.102526° 39.102526 °

Item

o

-121.758682°  -121.758682
DWR ID DWR_NA0060_10_t_ 2012 1
Action/Comments

Inspector Comments: The new weir is built under the Permit No. 18400
(CVFPB) issued 10-30-2008.

View of outside of compressor facility (Summer 2015)).»

CIMstart 000 | Rating* N | lssueNo. 1 (cont) Photo 2 of 4 : ST_2019_NA0060_10_1_20190627_00016.jpg
| LMEnd 000 | IssueType+ Ma | Location*

B

View Iook'in ievee aenire ‘welr
2019).
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 3 of 4 : ST_2019_NA0060_10_1_20190627_00017.jpg

LM End 0.00 Issue Type + Ma Location *

View looking upstream at weir (S(Jmmer 2019). ’

* Location ** Rating + Issue Type
LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA Page 1 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Weir No. 2 06/26/2019 Julian
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 4 of 4 : ST_2019_NA0060_10_1_20190627_00018.jpg
LM End 0.00 | IssueType+ Ma | Location*
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Photo Documentation 39.102526 ° 39.102526 °

Item

o

-121.758682 °  -121.758682
DWR ID DWR_NA0060_10_t_ 2012_1
Action/Comments
Inspector Comments: The new weir is built under the Permit No. 18400
(CVFPB) issued 10-30-2008.

i VIR v
i.’.w.mn:’li"l.'\»bw,\ A
View looking downslope and sl

W e

fish ladder

ightly downstream at weir and
(Summer 2019).
LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 | IssueType+ Ma | Location* No Photos
oty (S:tr::(r:utnuéless & Concrete Lined GPS Latitude/Longitude
Start End
tem Vegetation & Obstructions 39.102526° 39.102526 °
-121.758682°  -121.758682 °
DWR ID DWR_NA0060 10 t 2012 2
Action/Comments
Inspector Comments: No vegetation blocking flow through the structure
LM Start 0.00 Rating ** A Issue No. 3
LM End 0.00 Issue Type + Ma Location * No Photos
Category gg:::‘tnuer;s & Concrete Lined GPS Latitude/Longitude
Start End
tem Shoaling / Sedimentation 39.102526 ° 39.102526°
-121.758682°  -121.758682 °
DWR ID DWR_NA0060 10 t 2012 3
Action/Comments
Inspector Comments: No shoaling or sedimentation visible during
inspection.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA

Page 2 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Weir No. 2 06/26/2019 Julian
LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * No Photos
o Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End
tem Erosion / Bank Caving 39.102526 ° 39.102526°
-121.758682°  -121.758682°

DWR ID DWR_NAQ0060_10_t_ 2012_4
Action/Comments

Inspector Comments: No active erosion or bank caving observed on the
landward or on the riverward side of the levee.

Photo 1 of 2 : ST_2019_NA0060_10_5_20190627_00020.jpg

0.00 Rating ** A Issue No. 5

LM Start
LM End 0.00 Issue Type + Ma Location *
Category gthr:rc‘:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Revetments 39.102526 ° 39.102526 °
-121.758682° -121.758682°

DWR ID DWR_NA0060_10 t_2012_5
Action/Comments

Inspector Comments: Existing riprap protecttion is properly maintained
and is undamaged. Riprap clearly visible.

View of riprap on the rightbank downstream of the weir (Summer 2019).
Photo 2 of 2 : ST_2019_NA0060_10_5 20190627_00021.jpg

LM Start 0.00 Rating ** A Issue No. 5 (cont)
LM End 0.00 Issue Type + Ma Location *
e, 4
View of rip rap on the leftbank downstream of the weir (Summer 2019).
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
FINAL DATA Page 3 of 10
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Sutter Bypass Weir No. 2 goreoiz0s David
LM Start 0.00 Rating ** A Issue No. 6
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Encroachments 39.102526 ° 39.102526 °
-121.758682°  -121.758682°
DWR ID DWR_NA0060_10_t_ 2012_6
Action/Comments
Inspector Comments: No trash, debris, excavation, structures, or other
obstructions present within the project easement area.
LM Start 0.00 Rating ** N Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Culverts: Inlets / Outlets 39.102526 ° 39.102526 °
-121.758682°  -121.758682°
DWR ID DWR_NA0060_10_t_2012_7
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 8
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem g:;;\(/:(l-:‘(rts: Breaks / Holes / 39.102526 ° 39.102526 °
S -121.758682°  -121.758682°
DWR ID DWR_NAQ0060_10_t_2012_8
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 4 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Sutter Bypass Weir No. 2 goreoiz0s David
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltem Metal Pipes 39.102526/° 39.102526/°
-121.758682/°  -121.758682°
DWR ID DWR_NA0060_10_t _2012_9
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Trash Racks 39.102526/° 39.102526/°
-121.758682/°  -121.758682 °
DWR ID DWR_NA0060_10_t_ 2012 10
Action/Comments
Inspector Comments: There are no trash racks at this structure.
LM Start 0.00 Rating ** N Issue No. 11
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Flap Gates 39.102526 ° 39.102526°
-121.758682/°  -121.758682°
DWR ID DWR_NA0060_10_t 2012 11
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 5 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Weir No. 2 06/26/2019 Julian

0.00

0.00
Structures & Concrete Lined
Category  -hannels

Sluice/Slide Gates

Rating ** A
Issue Type + Ma

LM Start Issue No. 12

LM End

Location *
GPS Latitude/Longitude
Start End
39.102526/° 39.102526
-121.758682/°  -121.758682

o

Item

o

DWR ID DWR_NA0060_10 t 2012 12
Action/Comments

Inspector Comments: Gates open and close freely with minor leakage.
Sill is free of sediment and other obstructions. Gates and lifters have
been maintained.

Photo 1 of 1 : ST_2019_NA0060_10_12_20190625_00008.jpg

View of slide gates looking upstream. Photo taken July, 2018.

0.00

0.00
Structures & Concrete Lined
Category  -hannels

Electric Gate Operators

Rating ** A Issue No. 13

Issue Type + Ma

LM Start
LM End Location *
GPS Latitude/Longitude
Start End
39.102526/° 39.102526

-121.758682°  -121.758682

o

Item

o

DWR ID DWR_NA0060_10 t_2012_13
Action/Comments

Inspector Comments: The sluice gates are opened and closed by the
inflation/deflation of a bladder. The compressors' are located in the
building on the left bank of the levee crown and are functioning properly.

Photo 1 of 1 : ST_2019_NA0060_10_13_20190625_00009.jpg

View of control panel, air compressor, and generator. Photo taken July,

2018.
LM Start 0.00 Rating ** N Issue No. 14
LM End Issue Type+ Ma  Location * No Photos
- Structures & Concrete Lined GPS Latitude/Longitude
Channels Start En

o

Manual Gate Operators ° 39.102526

°  -121.758682

39.102526
-121.758682

Item

o

DWR ID DWR_NA0060_10_t _2012_14
Action/Comments
Inspector Comments: This item does not apply to this inspection.

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:28

FINAL DATA
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Sutter Bypass Weir No. 2 goreoiz0s David
LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Surfaces 39.102526 ° 39.102526 °
-121.758682°  -121.758682°
DWR ID DWR_NA0060_10_t_ 2012_15
Action/Comments
Inspector Comments: Negligible spalling, scaling, and cracking.
LM Start 0.00 Rating ** A Issue No. 16
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Tilting / Settlement 39.102526 ° 39.102526°
-121.758682°  -121.758682°
DWR ID DWR_NA0060_10_t _2012_16
Action/Comments
Inspector Comments: There are no significant areas of tilting, sliding or
settlement that would endanger the integrity of the project.
LM Start 0.00 Rating ** A Issue No. 17
LM End 0.00 |lIssueType+ Ma | Location * No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Foundations 39.102526 ° 39.102526 °
-121.758682°  -121.758682°
DWR ID DWR_NA0060_10_t _2012_17
Action/Comments
Inspector Comments: No scouring / erosion or undermining near the
structure.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 7 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Weir No. 2 06/26/2019 Julian

LM Start 0.00 Rating ** A Issue No. 18
LM End 0.00 Issue Type + Ma Location *
Category g::ﬁ:i? & Concrete Lined GPS Latitude/Longitude
Start End
Security Fencing 39.102526 ° 39.102526°

Item
-121.758682/°  -121.758682°

DWR ID DWR_NA0060_10_t_ 2012_18
Action/Comments
Inspector Comments: Safety / security fencing is good condition and
provides protection against falling or unauthorized access. Gates open
and close freely, locks are in place, and there is little corrosion on metal
parts. The fence is very close to the hing point of the slope and does
not allow access around the out side of the fence in this location.

LM Start 0.00 Rating ** A Issue No. 19
LM End 0.00 Issue Type + Ma Location *
Category gtr::rc]:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Closure Structures 39.102526/° 39.102526 °

-121.758682°  -121.758682°
DWR ID DWR_NA0060_10_t_2012_19
Action/Comments

Inspector Comments: Closure structure in good repair. Placing
equipment, stoplogs, and other materials are available at the Sutter
Yard.

LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location *
Category gtr::?‘tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Trash Rakes 39.102526 ° 39.102526 °

Item
-121.758682°  -121.758682 °

DWR ID DWR_NA0060_10_t_ 2012_20
Action/Comments
Inspector Comments: This item does not apply to this inspection.

Photo 1 of 1 : ST_2019_NA0060_10_18_20190627_00022.jpg
=

A e

View of security feﬁci

No Photos

No Photos

v

ngi z-arc;und the bompréssbr ‘bL.JiI(v:iing (Surﬁnier 2019).

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA

Page 8 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Weir No. 2 06/26/2019 Julian
LM Start 0.00 Rating ** A Issue No. 21
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Other Metallic Items 39.102526 ° 39.102526 °
-121.758682°  -121.758682°
DWR ID DWR_NA0060_10_t_ 2012_21
Action/Comments
Inspector Comments: All metal decks are protected from corrosion
damage, and show no rust or deterioration that would cause a safety
concern.
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Monolith Joints 39.102526° 39.102526°
Item

-121.758682 °  -121.758682 °
DWR ID DWR_NA0060_10_t_ 2012_22
Action/Comments
Inspector Comments: The monolith joint material is in good condition.

LM Start 0.00 Rating ** A Issue No. 23
LM End 0.00 Issue Type + Ma Location *
Category gtrll’:?‘tnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Safety 39.102526/° 39.102526/°

Item
-121.758682°  -121.758682°

DWR ID DWR_NA0060_10_t_ 2012 23
Action/Comments

Inspector Comments: Safety hardware installed. Adequate protection
for fall hazards exist. No hazardous conditions that might affect the
operation of the structure. Fire extinguisher is located in in the
compressor building and is current.

Photo 1 of 2 : ST_2019_NA0060_10_23 20190627_00023.jpg

View of fire extinguisher in compressor building (Summer 2019).

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected

+ Issue Type
Ma : Maintenance Deficiancy

Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA

Page 9 of 10



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. 06/26/2019 David
Sutter Bypass Weir No. 2 06/26/2019 Julian

LM Start
LM End

Category

Item

DWR ID

0.00 ‘ Rating **

Channels

Safety

A Issue No. 23 (cont)
0.00 ‘ Issue Type + Ma Location *
Structures & Concrete Lined GPS Latitude/Longitude
Stat  End
39.102526° 39.102526 °
-121.758682°  -121.758682°

DWR_NAQ060_10_t _ 2012_23

Action/Comments

Inspector Comments: Safety hardware installed. Adequate protection
for fall hazards exist. No hazardous conditions that might affect the
operation of the structure. Fire extinguisher is located in in the
compressor building and is current.

Photo 2 of 2 : ST_2019_NA0060_10_23 20190627_00024.jpg

View of fall protéction railing surrbunding weir (Sﬁmme

’&;

LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00 Issue Type + Ma Location *
Category g:;gtnuerless & Concrete Lined GPS Latitude/Longitude
st End
tem Operation & Maintenance 39.102526 ° 39.102526|°
Manual -121.758682°  -121.758682 °
DWR ID DWR_NAO0060_10_t _ 2013_24

Action/Comments

Inspector Comments: Sutter Maintenance Yard has a copy of the O&M

Photo 1 of 1 : ST_2019_NA0060_10_24_20190627_00025.jpg

at the site.
View of O&M manual (Summer 2019).
* Location ** Rating + Issue Type
LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28

FINAL DATA

Page 10 of 10




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure
Tisdale Weir
Structure Rating M

Date of Inspection 7/18/2019

DWR Inspector Zach Jojola

Accompanied By

Monday, August 26, 2019 14:28



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . 07/18/2019 Zach
Tisdale Weir 07/18/2019 Jojola
LM Start 0.00 Rating ** N Issue No. 1 Photo 1 of 6 : ST_2019_NA0060_3_1 20190719_00021.jpg
LM End 0.00 Issue Type + Ma Location *
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start ‘ End
tem Photo Documentation 39.026713/° 39.026713 °
-121.821995/°  -121.821995°
DWR ID DWR_NA0060_3_t_2012_1
Action/Comments
View of weir from the downsteam end of the Sacramento River.
Summer 2019.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 2 of 6 : ST_2019_NA0060_3_1_20190719_00022.jpg
LM End 0.00 Issue Type+ Ma  Location *
T e e S
G = Tulih ar T S s S o3 =

View of Tisdale Bypass, facing downstream. Summer 2019.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 3 of 6 : ST_2019_NA0060_3_1_20190719_00023.jpg
LM End 0.00 Issue Type+ Ma  Location *

View of adjacent parking lot and boat launch. Summer 2019.

* Location ** Rating + Issue Type

LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28

FINAL DATA

Page 1 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . 07/18/2019 Zach
Tisdale Weir 07/18/2019 Jojola
LM Start 0.00 ‘ Rating ** N Issue No. 1 (cont) Photo 4 of 6 : ST_2019_NA0060_3_1_20190719_00024.jpg
LM End 0.00 ‘ Issue Type + Ma | Location *
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start ‘ End
- Photo Documentation 39.026713 ° 39.026713 °
-121.821995°  -121.821995°
DWR ID DWR_NA0060_3_t_2012_1
Action/Comments
View of vier from the upstream end of the Sacramento River. Summer
2019.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 5 of 6 : ST_2019_NA0060_3_1_ 20190723 00034.jpg
LM End 0.00 Issue Type+ Ma  Location *
1
View of eroded access ramp. Summer 2019.
LM Start 0.00 Rating ** N Issue No. 1 (cont) Photo 6 of 6 : ST_2019_NA0060_3_1_20190723_00035.jpg
LM End 0.00 Issue Type+ Ma  Location *

* Location ** Rating + Issue Type
LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28

FINAL DATA

Page 2 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . 07/18/2019 Zach
Tisdale Weir 07/18/2019 Jojola
LM Start 0.00 ‘ Rating ** U Issue No. 2 Photo 1 of 2: ST_2019_NA0060_3_2_20190719_00025.jpg
LM End 0.00 ‘ Issue Type + Ma | Location *
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start ‘ End
tem Vegetation & Obstructions 39.026713 ° 39.026713/°
-121.821995°  -121.821995°
DWR ID DWR_NA0060_3_t_2012_2
Action/Comments

Inspector Comments: Significant amounts of tree trunks have settled on
the boat launch parking area at the weir inlet.

CIMstart 000 | Rating* U | lssueNo. 2 (cont)
| LMEnd 000 | IssueType+ Ma | Location*
LM Start 0.00 ‘ Rating ** M Issue No. ‘ 3
LMEnd 000 IssueType+ Ma Location*
Category gtr:uctures & Concrete Lined GPS Latitude/Longitude
annels stat End
tem Shoaling / Sedimentation 39.026713/° 39.026713°
-121.821995°  -121.821995 °
DWR ID DWR_NAQOO060_3_t _ 2012 3

Action/Comments

Inspector Comments: Sedimentation found at various locations
throughout the stilling basin should be removed.

b

View of dead trees at the weir inlet. Summer 2019.
Photo 2 of 2 : ST_2019 _NA0060_3_2_ 20190723 00036.jpg

-

ddltlon view f trees at the weir inlet. Sumer 2019.

Photo 1 of 1 : ST_2019_NA0060_3_3_20190719_00026.jpg

View of the silt and cobl build-up within thé weir stlfling basin. Summer
2019.

* Location ** Rating
LS: Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Monday, August 26, 2019 14:28

FINAL DATA

Page 3 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

. . 07/18/2019 Zach
Tisdale Weir 07/18/2019 Jojola

No Photos

Structures & Concrete Lined
Channels

Erosion / Bank Caving 39.026713 39.026713
-121.821995 -121.821995

DWR_NA0060_3 t 2012 4

Inspector Comments: No active erosion or bank caving.

Structures & Concrete Lined
Channels

Revetments 39.026713 39.026713
-121.821995/°  -121.821995°

DWR_NAO060_3_t_ 2012 5

Inspector Comments: Existing riprap is undamaged.

View of riprap on the south abutment. Summer 2019.

No Photos

Structures & Concrete Lined
Channels

Encroachments 39.026713 39.026713
-121.821995 -121.821995

DWR_NA0060_3_t 2012 6

Inspector Comments: No trash, debris, excavation, structures, or other
obstructions present within the easement.

Monday, August 26, 2019 14:28 FINAL DATA Page 4 of 12



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Tisdale Wer s |
LM Start 0.00 Rating ** N Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Culverts: Inlets / Outlets 39.026713° 39.026713°
-121.821995/°  -121.821995°
DWR ID DWR_NA0060_3_t_ 2012 7
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 8
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem gjéll\(/:irsts: Breaks / Holes / 39.026713° 39.026713°
-121.821995/°  -121.821995°
DWR ID DWR_NA0060_3 t_ 2012 8
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Metal Pipes 39.026713° 39.026713°
-121.821995/°  -121.821995°
DWR ID DWR_NA0060_3 t 2012 9
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 5 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Tisdale Wer s |
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltem Trash Racks 39.026713/° 39.026713/°
-121.821995/°  -121.821995°
DWR ID DWR_NA0060_3_t _2012_10
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 11
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Flap Gates 39.026713/° 39.026713/°
-121.821995/°  -121.821995°
DWR ID DWR_NA0060_3 t_ 2012 11
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 12
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Sluice/Slide Gates 39.026713° 39.026713°
-121.821995/°  -121.821995°
DWR ID DWR_NA0060_3 t 2012 12
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 6 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Structure Inspection Inspector
Length Start/End P
. . 07/18/2019 Zach
Tisdale Weir 07/18/2019 Jojola
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 Issue Type + Ma Location * No Photos
o Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End
it Electric Gate Operators 39.026713° 39.026713°
em
-121.821995°  -121.821995 °
DWR ID DWR_NA0060_3 t_2012_13
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 14
LM End 0.00 Issue Type + Ma Location * No Photos

- Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End

39.026713° 39.026713°
-121.821995°  -121.821995 °

Manual Gate Operators
Item

DWR ID DWR_NA0060_3 t_2012_14

Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** U Issue No. 15
LM End 0.00 Issue Type + Ma Location *
Category gtrl;uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
39.026713/° 39.026713/°
-121.821995/°  -121.821995°

Concrete Surfaces
Item

DWR ID DWR_NA0060_3_t_ 2012_15

Action/Comments

Inspector Comments: Spalling, scaling, cracking, exposed rebar
throughout the structure.

Photo 1 of 4 ;: ST_2019_NA0060_3_15_20190722_00028.jpg

View of cracking the south abutment. Summer 2019.

* Location ** Rating
LS : Land Side A: Acceptable
WS : Water Side M : Minimally Acceptable
CR: Crown U : Unacceptable

Monday, August 26, 2019 14:28

N : Not Inspected/Rated
C: Corrected

AIW : Acceptable but Monitor & Maintain
FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy
Ob : Design & System Obsolescence
En : Enforcement

Page 7 of 12



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure SEZ‘:;‘::* 'gfg:ﬁ;‘:: Inspector
Tisdale Weir Orisizoss | dojole
LM Start 0.00 Rating ** U Issue No. 15 (cont) Photo 2 of 4 : ST_2019_NA0060_3_15_20190722_00029.jpg
LM End 0.00 | IssueType+ Ma | Location * RN . e ——— ,j
Category gtr:uctures & Concrete Lined GPS Latitude/Longitude
annels Start ‘ End
tem Concrete Surfaces 39.026713/° 39.026713 °
-121.821995°  -121.821995 °
DWR ID DWR_NA0060_3_t _2012_15
Action/Comments

Inspector Comments: Spalling, scaling, cracking, exposed rebar
throughout the structure.

A View of spalling on the weir. Sumer 2019.
CIMstart 000 | Rating* U | lssueNo. 15 (cont) Photo 3 of 4 : ST_2019_NA0060_3_15_20190722_00031.jpg
| LMEnd 000 | IssueType+ Ma | Location*

o > AT

s e

Vie of missing counteforts and exposed rebar. Summer 2019.

LMStat 000  Rating* U lssueNo. 15 (cont) Photo 4 of 4 : ST_2019_NA0060_3_15_20190722_00032.jpg
LM End 0.00 Issue Type + Ma Location *

# AL L TR

north4abutment. Summer 2019.

View of

* Location ** Rating + Issue Type
LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA Page 8 of 12



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Tisdale Wer s |
LM Start 0.00 Rating ** A Issue No. 16
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Tilting / Settlement 39.026713° 39.026713°
-121.821995°  -121.821995 °
DWR ID DWR_NA0060_3 t_2012_16
Action/Comments
Inspector Comments: There are no significant areas of tilting, sliding or
settlement that would endanger the integrity of the project.
LM Start 0.00 Rating ** A Issue No. 17
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Concrete Foundations 39.026713° 39.026713°
-121.821995°  -121.821995 °
DWR ID DWR_NA0060_3_t_2018_17
Action/Comments
Inspector Comments: No scouring / erosion or undermining near the
structure.
LMStart ~ 0.00 Rating ** N Issue No. 18
LM End 0.00 |lIssueType+ Ma | Location * No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Security Fencing 39.026713° 39.026713°
-121.821995/°  -121.821995°
DWR ID DWR_NA0060_3_t_2012_18
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 9 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
I r In r
SUETIC Length Start/End specto
. . 07/18/2019 Zach
Tisdale Weir 07/18/2019 Jojola
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Closure Structures 39.026713° 39.026713°

Item
-121.821995°  -121.821995 °

DWR ID DWR_NA0060_3 t_2012_19
Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** N Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
Trash Rakes 39.026713° 39.026713°

ltem
-121.821995°  -121.821995 °
DWR ID DWR_NA0060_3_t _2012_20

Action/Comments
Inspector Comments: This item does not apply to this inspection.

LM Start 0.00 Rating ** N Issue No. 21
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
Other Metallic Items 39.026713° 39.026713°

ltem
-121.821995°  -121.821995 °
DWR ID DWR_NAO060_3 t_ 2012 21

Action/Comments
Inspector Comments: This item does not apply to this inspection.

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA

Page 10 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector
. . 07/18/2019 Zach

Tisdale Weir 07/18/2019 Jojola
LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude

Channels Start End
tem Monolith Joints 39.026713° 39.026713°

-121.821995°  -121.821995 °

DWR ID DWR_NA0060_3_t _2012_22
Action/Comments
Inspector Comments: The monolith joint material is in good condition.
LM Start 0.00 Rating ** M Issue No. 23 Photo 1 of 2 : ST_2019_NA0060_3_23_20190722_00033.jpg
LM End 0.00 Issue Type + Ma Location *
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
tem Safety 39.026713° 39.026713°
-121.821995°  -121.821995 °

DWRID DWR_NA0060_3 t_2012_23

Action/Comments

Inspector Comments: Concrete should be repaired to conceal the
exposed rebar. Safety fence is needed for protecting the structure from
the public parking lot once the logs have been removed.

LMStat ~ 0.00  Rating** M [issieNo.| 23 (cont) Photo 2 of 2 : ST_2019_NA0060_3_23_20190625_00020.jpg

LM End 0.00 Issue Type + Ma " Location *

View of safety fence separating the weir

2016.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 11 of 12




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
I r In r
SUETIC Length Start/End specto
. . 07/18/2019 Zach
Tisdale Weir 07/18/2019 Jojola
LM Start 0.00 Rating ** A Issue No. 24
LM End 0.00 Issue Type + Ma Location * No Photos
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start End
Operation & Maintenance 39.026713° 39.026713°
ltem  Manual

-121.821995°  -121.821995 °
DWR ID DWR_NA0060_3_t 2013 24
Action/Comments

Inspector Comments: Sutter Maintenance Yard has a copy of the O&M
manual on file. There is not a spot on site to house the O&M manual.

* Location ** Rating
LS : Land Side A: Acceptable N : Not Inspected/Rated
WS : Water Side M : Minimally Acceptable C: Corrected
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain
Monday, August 26, 2019 14:28 FINAL DATA

+ Issue Type
Ma : Maintenance Deficiancy

Ob : Design & System Obsolescence

En : Enforcement
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State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance

Unit Cover Sheet
2019 Structure Inspection Results

DWR Sutter Maintenance Yard

Structure
Wadsworth Canal Weir No. 4

Structure Rating A
Date of Inspection 7/17/2019
DWR Inspector Makar Sokol
Accompanied By Bryan Reniff

Sutter Maintenance Yard

Monday, August 26, 2019 14:28



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure Inspection
Structure Lt T Inspector
. 07/17/2019 Makar
Wadsworth Canal Weir No. 4 07/17/2019 Sokol
LM Start 0.00 ‘ Rating ** N Issue No. ‘ 23 Photo 1 of 3: ST_2019_NA0060_11 23_20190718_00004.jpg
LM End 0.00 ‘ Issue Type + Ma Location *
Category Structures & Concrete Lined GPS Latitude/Longitude
Channels Start ‘ End
tem Photo Documentation 39.153325 ° 39.153325 °
-121.734122°  -121.734122°
DWR ID DWR_NA0060_11_t_ 2012_23
Action/Comments
CIMstart 000 | Rating* N | lssueNo. 23 (cont)

‘ LM End 0.00 ‘ Issue Type +  Ma ‘ Location *

View of the downstream side of the Wadsworth Canal Weir No. 4.
\ LM Start 0.00 ‘ Rating ** N ‘ Issue No. ‘ 23 (cont) Photo 3 of 3: ST_2019_NAO0060_11 23 20190718_00006.jpg
A :‘ P 3 — = .

‘ LM End 0.00 ‘ Issue Type +  Ma ‘ Location * - T NL-
N

Upclose view of the upstream side of the Wadsworth Canal Weir No. 4.

* Location ** Rating + Issue Type
LS: Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA Page 1 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

Structure St':’:;‘t’t:e 'gfggé‘;’g Inspector
Wadsworth Canal Weir No. 4 e Wakar
LM Start 0.00 Rating ** A Issue No. 1
LM End 0.00 |IssueType+ Ma | Location* No Photos
Category gthr:::‘:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Vegetation & Obstructions 39.153325° 39.153325°
-121.734122/°  -121.734122/°
DWR ID DWR_NA0060_11_t_2012_1
Action/Comments
Inspector Comments: There is no vegetation that would impact the flow
of water.
LM Start 0.00 Rating ** A Issue No. 2
LM End 0.00 | IssueType+ Ma | Location * No Photos
Category gthr:rc‘;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Shoaling / Sedimentation 39.153325° 39.153325°
-121.734122°  -121.734122°

DWR ID DWR_NA0060_11_t_2012_2
Action/Comments
Inspector Comments: There is no shoaling or sedimentation present.

LMStat  0.00 Rating ** A | lIssue No. 3 Photo 1 of 1 : ST_2019_NA0060_11_3 20190718_00007.jpg
LM End 0.00 IssueType+ Ma | Location * s peribESR L s =
_— Structures & Concrete Lined GPS Latitude/Longitude
ategory
Channels Start End
i Erosion / Bank Caving 39.153325° 39.153325°
em
-121.734122/°  -121.734122°
DWR ID DWR_NAO060_11_t_2012_3
Action/Comments
% A8
Al = Gyt n..'\i,\ga;ﬁ.
View of the stabilized erosion site.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28 FINAL DATA Page 2 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Wadsworth Canal Weir No. 4 e Wakar
LM Start 0.00 Rating ** A Issue No. 4
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Revetments 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11_t_ 2012 4
Action/Comments
Inspector Comments: Extended riprap protection is properly maintained.
LM Start 0.00 Rating ** A Issue No. 5
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Encroachments 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 5
Action/Comments
Inspector Comments: There is no debris obstructing the structure.
LM Start 0.00 Rating ** N Issue No. 6
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Culverts: Inlets / Outlets 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 6
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 3 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Wadsworth Canal Weir No. 4 e Wakar
LM Start 0.00 Rating ** N Issue No. 7
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem g:;;\(/:ekrsts: Breaks / Holes / 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11_t_2012_7
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 8
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltemn Metal Pipes 39.153325/° 39.153325/°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 8
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 9
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Trash Racks 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 9
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 4 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Wadsworth Canal Weir No. 4 e Wakar
LM Start 0.00 Rating ** N Issue No. 10
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
ltem Flap Gates 39.153325/° 39.153325/°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11_t _2012_10
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 11
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Sluice/Slide Gates 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 11
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** N Issue No. 12
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Electric Gate Operators 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 12
Action/Comments
Inspector Comments: This item does not apply to this inspection.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 5 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Wadsworth Canal Weir No. 4 e Wakar
LM Start 0.00 Rating ** N Issue No. 13
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Manual Gate Operators 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11_t _2012_13
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** A Issue No. 14
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Concrete Surfaces 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 14
Action/Comments
Inspector Comments: There is no visible concrete spalling or cracking.
LM Start 0.00 Rating ** A Issue No. 15
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Tilting / Settlement 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 15
Action/Comments
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 6 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch

Flood Control Project Maintenance
Levee Inspections

Levee Inspection Report By Mile - Structure 2019

DWR Sutter Maintenance Yard

NA0060

Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Wadsworth Canal Weir No. 4 e Wakar
LM Start 0.00 Rating ** A Issue No. 16
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Concrete Foundations 39.153325° 39.153325°
-121.7341221°  -121.734122°
DWR ID DWR_NA0060_11_t_2012_16
Action/Comments
Inspector Comments: The erosion on the downstream side near the
structure has been addressed.
LM Start 0.00 Rating ** A Issue No. 17
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:rc];uergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Security Fencing 39.153325° 39.153325°
-121.734122°  -121.734122°
DWR ID DWR_NA0060_11_t_2012_17
Action/Comments
Inspector Comments: There is no security fence at this site.
LM Start 0.00 Rating ** A Issue No. 18
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Closure Structures 39.153325° 39.153325°
-121.734122°  -121.734122°
DWR ID DWR_NA0060_11_t_2012_18
Action/Comments
Inspector Comments: There are stop logs available for use within the
channel, but the structure does not have any true closure device as the
channel would overtop.
* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 7 of 9



State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Sﬁg:;ﬂ:e 'gfgﬁfé‘;’g Inspector
Wadsworth Canal Weir No. 4 e Wakar
LM Start 0.00 Rating ** N Issue No. 19
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’:ﬁ;uergs & Concrete Lined GPS Latitude/Longitude
Start End
ltem Trash Rakes 39.153325/° 39.153325/°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11_t _2012_19
Action/Comments
Inspector Comments: This item does not apply to this inspection.
LM Start 0.00 Rating ** A Issue No. 20
LM End 0.00 Issue Type + Ma Location * No Photos
Category gtrl]’uctures & Concrete Lined GPS Latitude/Longitude
annels Start End
tem Other Metallic Items 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 20
Action/Comments
Inspector Comments: Metallic items appear to be in good condition.
LM Start 0.00 Rating ** A Issue No. 21
LM End 0.00 | IssueType+ Ma | Location* No Photos
Category gtt::ﬁtnuergs & Concrete Lined GPS Latitude/Longitude
Start End
tem Monolith Joints 39.153325° 39.153325°
-121.734122/°  -121.734122°
DWR ID DWR_NA0060_11 t 2012 21
Action/Comments
Inspector Comments: The joint material is in good condition.
*Location ** Rating +Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement
Monday, August 26, 2019 14:28 FINAL DATA Page 8 of 9




State of California - Department of Water Resources - Division of Flood Management - Flood Project Integrity & Inspection Branch NA0060
Flood Control Project Maintenance
Levee Inspections
Levee Inspection Report By Mile - Structure 2019
DWR Sutter Maintenance Yard
Structure Inspection
Structure Lt T Inspector

. 07/17/2019 Makar

Wadsworth Canal Weir No. 4 07/17/2019 Sokol

LM Start 0.00 Rating ** A Issue No. 22
LM End 0.00 Issue Type + Ma Location *
Category gthr:::‘:]uergs & Concrete Lined GPS Latitude/Longitude
Start End
Safety 39.153325° 39.153325

Item

-121.734122°  -121.734122

DWR ID DWR_NA0060_11_t_ 2012_22
Action/Comments
Inspector Comments: There is a safety rail around the structure.

o

o

Photo 1 of 1 : ST_2019_NA0060_11_22_20190718_00008.jpg

View of the safety railings around the structure.

LM Start 0.00 Rating ** A
LM End 0.00

Structures & Concrete Lined
Channels

Issue No. 24

Issue Type + Ma Location *

GPS Latitude/Longitude
Start End
39.153325/° 39.153325
-121.734122/°  -121.734122

Category

Operation & Maintenance

ftem — nanual

DWR ID DWR_NA0060_11 t_2013_24
Action/Comments

o

o

Inspector Comments: The yard has a copy of the O&M Manual.

No Photos

* Location ** Rating + Issue Type
LS : Land Side A: Acceptable N : Not Inspected/Rated Ma : Maintenance Deficiancy
WS : Water Side M : Minimally Acceptable C: Corrected Ob : Design & System Obsolescence
CR: Crown U : Unacceptable AIW : Acceptable but Monitor & Maintain En : Enforcement

Monday, August 26, 2019 14:28

FINAL DATA
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